Haklar, James

From: . Gorman John

Sent: Wednesday, May 01, 2013 2:05 PM

To: _Haklar, James: Santella, Dennis

Subject: FW: PS 99 Manhattan smoking ballast incident

From: Napolitano Philip {maiitao:PMagolitanoZ@schoois.nzc.gov} '

__ Sent: Wednesday, May 01, 2013 1:55 PM
To: Gorman, John
Subject: RE: PS 99 Manhattan smoking ballast incident

Good afternoon John:
As a follow up to my previous email, 7 leaking PCB ballast and 7 fixtures were removed from classroom 207. Wipe
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm’. The room

= will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit.

The blower [max rating 980 cfm) ran for 42 hours in the classroom that is 6500 cuft. | used 700 cfm (in case the duct had
a bend). 700 cfm x 2520 minutes / 6500 cuft = 271 air changes.

Smoking ballast information was not provided
Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip
Sent: Tuesday, April 30, 2013 8:47 AM

To: 'Gorman, John'

Subject: PS 99 Manhattan smoking ballast incident

Good morning John,

P.S. 99 located at 410 East 100" Street in Manhattan had a visibly smoking ballast in classroom # 207 yesterday
afternoon 4/29. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The
environmental contractor provided additional ventilation with a blower unit. Fixture removal and wipe samples will
happen today. The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will
update you once wipe sample results are returned. :

Regards

Phil

Philip Napolitano

Deputy Director.of Facilities



'NYC Department of Education
Division of School Facilities
44-36 Vernon Bcuieﬁard
Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

From: , Gorman, John

Sent: Thursday, May 02 2013 4 54 PM 4

To: LaPosta, Dore; Haklar, James; Santella, Dennis; Evangelista, Pat: Lopez, Nora: Newton,
Caroline .

Subject: Fw: PS8 293 Brooklyn smoking ballast incident

From: Napolitano Philip ‘ ;
Sent: Thursday, May 02, 2013 4:12:55 PM

To; Gorman, John ~ ,

Subject: PS 293 Brooklyn smoking ballast incident

ks i i . i s SR

Good afternoon John, -

P.5. 293 located at 284 Baltic Street in Brooklyn had a visibly smoking ballast in the Asst. Principals office (rm 170). The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental
contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen tonight.
The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once
wipe sample results are returned,

Regards

Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

_ Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James '
: -

From: Gorman, John _

Sent: Thursday, May 02, 2013 4:56 PM

To: LaPosta, Dore; Haklar, James; Santella, Dennis; Evangelista, Pat: Newton, Caroline; Lopez,
, Nora ‘

Subject: ~ Fw. PS 83 Manhattan smoking ballast incident

From: Napolitano Philip

Sent: Thursday, May 02, 2013 1:12:22 PM

To: Gorman, John

Subject: PS 83 Manhattan smoking ballast incident

Good afternoon John, ~
P.S. 83 located at 219 East 109" Street in Manhattan had a visibly smoking ballast in the nurse’s office (rm 111C). The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental

_ contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen today.
The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once
wipe sample results are returned. '
Regards
Phil '

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education
Division of School Facilities
44436 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James . V
‘ %

From: Gorman. John

Sent: Friday, May 03, 2013 7:36 AM

To: Haklar, James

Subject: RE: P8 293 Brooklyn smoking ballast incident

Only until 4:30, when my tour of duty ended.

From: Haklar, James
Sent: Thursday, May 02, 2013 4:55 PM

To: Gorman, John

Subject: RE: PS 293 Brooklyn smoking ballast incident

Thought you were furloughed today.

From: Gorman, John ‘
Sent: Thursday, May 02, 2013 4:54 PM
To: LaPosta, Dore; Haklar, James; Santeila, Dennis; Evangelista, Pat; Lopez, Nora; Newton, Caroline
Subject: Fw: PS 293 Brooklyn smoking ballast incident

L s e e ] i

From: Napolitano Philip

Sent: Thursday, May 02, 2013 4:12:55 PM

To: Gorman, John

Subject: PS 293 Brooklyn smoking ballast incident

Good afternoon John, ,

P.S. 293 Jocated at 284 Baltic Street in Brooklyn had a visibly smoking ballast in the Asst. Principals office (rm 170). The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental
contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen tonight.
The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once
wipe sample results are returned. ’

Regards

Phil -

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education

Division of School Facilities

44-36 Vernon Boulevard
Long Island City, N.Y. 11101

718 349 5583 tel






Haklar, James ; ' ' ; |
m

From: ' Gorman, John

Sent: Friday, May 03,2013 3.37 PM

To; Haklar, James: Santella Dennis

Subject: Fw: PS 83 Manhattan smoking ballast incident

From. Napci;tana th%ap

Sent: Friday, May 03, 2013 11:36:09 AM

To: Gorman, John

Subject: RE: PS 83 Manhattan smoking ballast incident

Revised to say office.

From: Napolitano Philip |
Sent: Friday, May 03, 2013 11:31 AM

To: 'John Gorman (Gorman.John@epamail.epa.gov)’
Subject: RE: PS 83 Manhattan smoking ballast incident

John:

As a follow up to my previous email, 1 leaking NONPCB ballast and 1 fixture was removed from the nurse’s office. Wipe
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm?. The room
will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit.

The blower (max rating 980 cfm) has been running for a minimum of 20 hours in the “‘offfii;é that is 7200 cuft. | used 700
cfm (in case the duct had a bend). 700 cfm x 1200 minutes / 7200 cuft = 116 air changes.

Smoking ballast was NONPCB
Let me know if you have any questions

Regards,
Phil

From: ’Napolityark\o’ Philip . - k ”
Sent: Thursday, May 02, 2013 1:12 PM

To: John Gorman (Gorman.John@epamail.epa.gov)'
Subject: PS 83 Manhattan smoking ballast incident

Good afternoon John,

~ P.S. 83 located at 219 East 109" Street in Manhattan had a visibly smoking ballast in the nurse’s office {rm 111C). The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental
contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen today.
The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once
wipe sample results are returned.

Regards

Phil



Philip Napolitano
Deputy Director of Facilities

NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James ,

From: Gorman, John ;

Sent: Friday, May 03, 2013 3:37 PM

To: ‘ LaPosta Dore

Cc: Haklar, James: Santella, Dennis: Evangelista, Pat; Newton, Caroline: Lopez, Nora
Subject: Fw: P.S. 170 Brooklyn Leaking T12 ballast

From: Napolitano Philip

Sent: Friday, May 03, 2013 11:16:34 AM

To: Gorman, John

Subject: P.S. 170 Brooklyn Leaking T12 ballast

S e s

Good morning John,
P.S. 170 located at 7109 6" Avenue in Brooklyn had a leaking T12 ballast in a kindergarten classroom # 201. The ballast

in the room failed causing an odor early this morning. When the custodian went to investigate the odor he found dark
brown fluid on 2 floor tiles directly below the light fixture. The room was unoccupied at the time, it was immediately
secured. A fan was put in place to aid in ventilation. Our environmental contractor has begun the cleaning process on

the impacted tiles, once it is completed wipe samples will be taken and the fixture will be removed. The environmental
contractor has provided additional ventilation with a blower unit. The room will remain closed pending wipe sample
results. The DDF conducted a visual inspection of the entire building and no other visible leaks were found. Parent
notification letters will be sent. | will update you once wipe sample results are returned.

Regards
Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

From: Gorman. John

Sent; Friday, May 03, 2013 3:39 PM

To: LaPosta, Dore V

Cc: Haklar, James; Santella. Dennis; Evangelista, Pat: Newton, Caroline; Lopez, Nora
Subject: Fw: P.8. 90 Brooklyn smoking ballast incident

e T T S R T LR AR (O S i i et i

From: Napolitano Philip

Sent: Friday, May 03, 2013 2:06:21 PM

To: Gorman, John

Subject: P.S. 90 Brooklyn smoking ballast incident

John: ~ ~ '

P.S. 90 located at 2840 West 12 Street in Brooklyn had a visibly smoking ballast in classroom 205. The room was
immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor will
provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen ionight. The room will
remain closed pending wipe sampie resuits. Parent notification letters will be sent. | will update you once wipe sample
results are returned.

Regards
Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.







Haklar, James | ,‘

From: Gorman, John

Sent: Friday, May 03, 2013 3:39 PM

To: _ Hakiar, James; Santella, Dennis

Subject: Fw: PS 293 Brooklyn smoking ballast incident

From: Napolitano Philip
Sent: Friday, May 03, 2013 1:57:53 P

To: Gorman, John

Subject: RE: PS 293 Brooklyn smoking ballast incident

s S o R A o

john:
As a follow up to my previous email, 2 leaking PCB ballasts and 1 fixture was removed from office #170. Wipe samples
were taken and have been returned. Sample results are below the federal action level of 10 ug/cm’. The room will be

re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit.

The blower (max ’rating 980 cfm) ran for 17 hours in the office that is 6875 cuft. | used 700 cfm {in case the duct had a
bend). 700 cfm x 1020 minutes / 6875 cuft = 103 air changes.

Smoking ballast information:
Universal “Thermomatic”
Thermally protected

No manufacture date

Let me know if yois have any questions

Regards,
Phil

‘ From: Napolitano Philip '
Sent: Thursday, May 02, 2013 4:13 PM

To: John Gorman (Gorman.John@epamail.epa.qov)’

Subject: PS 293 Brooklyn smoking ballast incident

Good afternoon John, ; ,
P.5. 293 located at 284 Baltic Street in Brooklyn had a visibly smoking ballast in the Asst. Principals office (rm 170). The

- room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmentai
~contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen tonight. :
The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once
wipe sample results are returned. '

Regards

Phil

Philip Napolitano
Deputy Director of Facilities



NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James ‘ ; |
M

From: \ Gorman, John

Sent: Monday, May 06, 2013 3:15 PM

To: Haklar, James: Santella, Dennis; Schulz, Susan
Subject: FW: P.S. 90 Brooklyn smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Monday, May 06, 2013 1;24 PM

To: Gorman, John
 Subject: RE: P.S. 90 Brooklyn smoking ballast incident

John:

As a follow up to my previous email, 1 leaking pcb ballast and 1 8’ fixture was removed from classroom 205. Wipe
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm’, The room
will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit.

The blower (max rating 980 cfm) has been running for over 60 hours in the classroom that is 8900 cuft. | used 700 cfm
(in case the duct had a bend). 700 cfm x 3600 minutes / 8900 cuft = 283 air changes.

Smoking ballast info:
Advance SM- 2E75

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Friday, May 03, 2013 2:06 PM

To: 'Gorman, John'

Subject: P.S. 90 Brooklyn smoking ballast incident

John:

P.S. 90 located at 2840 West 12" Street in Brooklyn had a visibly smoking ballast in classroom 205. The room was

immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor will

_ provide additional ventilation with a blower unit. Fixture removal and ‘wipe samples will happen tonight. The rcomwill

remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe sample
results are returned.

Regards

Phil



Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.




Haklar, James
m

From: . Gorman, John

Sent: Tuesday, May 07, 2013 8:38 AM

To: , Haklar, James: Santella. Dennis; Schulz, Susan
Subject: FW: P.S 170 Brooklyn Leaking T12 ballast

From: Napolitano Philip ['maiité:PNaQéii{anoz@sychab"is.hyﬁ cg ov]
Sent: Tuesday, May 07, 2013 8:34 AM

To: Gorman, John
Subject: RE: P.S. 170 Brooklyn Leaking T12 ballast

Good morning lohn:

As a follow up to my previous email, 1 leaking pcb ballast, 2 intact pcb ballast and 3 fixtures were removed from
classroom 201. Our environmental contractor cleaned the impacted floor tiles using Capsur. Wipe samples were taken
and have been returned. Sample results are below the federal action level of 10 ug/cm®. The room will be re-occupied.
Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit.

The blower (max rating 980 cfm) ran for 15 hours in the classroom that is 12,600 cuft. | used 700 cfm {m case the duct
had a beﬂd) 700 cfm x 900 minutes / 12,600 cuft = 50 air changes.

Leaking ballast info was not provided
Let me know if you have any questions

Regards,
Phil

From: Népo!itano Philip
Sent: Friday, May 03, 2013 11:17 AM

To: 'John Gorman (Gorman.John@epamail.epa.gov)'
Subject: P.S. 170 Brooklyn Leaking T12 ballast

Good morning John,

P.S. 170 located at 7109 6" Avenue in Brooklyn had a leaking T12 ballast in a kindergarten classroom # 201. The ballast
in the room failed causing an odor early this morning. When the custodian went to investigate the odor he found dark
brown fluid on 2 floor tiles directly below the light fixture. The room was unoccupied at the time, it was immediately
secured. A fan was put in place to aid in ventilation. Our environmental contractor has begun the cleaning process on

the impacted tiles, onee it is completed wipe samples will be taken and the fixture will be removed. The environmental
- contractor has provided additional ventilation with a blower unit. The room will remain closed pending wipe sample
results. The DDF conducted a visual inspection of the entire building and no other visible leaks were found. Parent
notification letters will be sent. | will update you once wipe sample results are returned.

Regards

Phil



Philip Napolitano

Deputy Director of Faciiitieé
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

From: . Gorman John

Sent: Tuesday, May 07, 2013 9:43 AM

To: LaPosta, Dore ~

Cc: Haklar, James; Santella, Dennis; Evangelista, Pat: Newton, Caroline; Schulz, Susan; Lopez,
~ Nora '

Subject: FW: P.S. 217 Queens smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nve. ov]
Sent: Tuesday, May 07, 2013 9:24 AM

To: Gorman, John

Subject: P.S. 217 Queens smoking ballast incident

John,

P.S. 217 located at 85-05 144" Street in Queens had a visibly smoking ballast in classroom 202A yesterday afternoon
5/6. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and
wipe samples will happen today. The environmental contractor will provide additional ventilation with a blower unit.
The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once
wipe sample results are returned. ,

Regards

Phil

Philip Napolitano
Deputy Director of Facilities
NYC Department of Education

Division of School Facilities

44-36 Vernon Boulevard
Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

From: Gorman, John

Sent: Tuesday, May 07, 2013 3:45 PM

To: LaPosta, Dore

Cc: Haklar, James: Santella, Dennis; Evangelista, Pat: Newton, Caroline; Schulz, Susan; Lopez,
Nora

Subject: FW: P S, 123 Manhattan smoking ballast

 Second ballast 'faiiurs notification for P.S. 123M

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Tuesday, May 07, 2013 3 07 PM

To: Gorman, John
Subject: P.S. 123 Manhattan smoking ballast

John,

P.S. 123 located at 310 West ‘1\4{}*" Street in Manhattan had a visibly smoking ballast in classroom 316 earlier today 5/7.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample resuits Parent notification letters will be sent. | will update you once wipe
sample results are returned.

Regards

Phil

Philip Napoiitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718349 5583 tel






Haklar, James

From: Gorman, John

Sent: , Tuesday, May 07, 2013 6:42 PM
To: Haklar, James: Schulz, Susan
Ce: ' Santella. Dennis

Subject: Voicemail from Phil Napolitano

Phil left a voicemail on my cell wanting to discuss an issue at P.S. 170. He
previously reported that the floor tiles tested below the guidelines. The City's
contractor re-tested and it is above guidelines. They are removing tiles tonight.
I told him 1'd call in the morning and I needed more details on the 11 people
sent to the hospital for breathing problems due to ballast failure at P.S. 123,




-

o

”




Haklar, James
’M

From: Gorman. John

Sent: Wednesday, May 08, 2013 11:.03 AM

To: LaPosta, Dore '

Cc: Haklar, James; Santella, Dennis; Evangelista, Pat Newton, Caroline; Lopez, Nora: Schulz,
Susan

Subject: Fw. PS 102 Brooklyn smoking ballast incident

Fram, Napoittano Phahp

Sent: Wednesday, May 08, 2013 10:58:24 AM

To: Gorman, John

Subject: PS 102 Brooklyn smoking ballast incident

Good morning John,
P.S. 102 located at 211 72" Street in Brooklyn had a visibly smoking ballast in the staircase vestibule H&1 today 5/8. The
staircase doors were immediately closed with caution tape (we did not lock the doors). A fan was put in place to aid in
ventilation and the exit doors are open. Fixture removal and wipe samples will happen today. The environmental
contractor will provide additional ventilation with a blower unit. The staircase will remain closed pending wipe sample
results. The school administration was directed that in the event of a building emergency the staircase can be used.
Parent notification letters will be sent. | will update you once wipe sample results are returned.

Regards
Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

From: , Gorman, John
Sent: Wednesday, May 08, 2013 242 PM
To: Haklar, James: Santella, Dennis: Schulz, Susan

Subject: FW: P.S. 217 Queens smoking ballast incident

From: Napolitano Philip {maiitﬁ:PNagaiitanoZ@schaois;nyc,gov} |
Sent: Wednesday, May 08, 2013 2:33 PM

To: Gorman, John ,

. Subject: RE: P.S. 217 Queens smoking ballast incident

John:

As a follow up to my previous email, 1 intact pcb ballast was removed from classroom 202A.There was no leakage or
historic staining Wipe samples were taken and have been returned. Sample results are below the federal action level of
10 ug/cm’. The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and
blower unit.

The blower [max rating 980 cfm) has been running for over 25 hours in the classroom that is 3910 cuft lused 700 cfm
{in case the duct had a bend). 700 cfm x 1500 minutes / 3910 cuft = 268 air changes.

Smoking ballast info:

Westinghouse 5-1568612

Not Protected

No manufacture date

Let me know if you have any‘questions

Regards, ;
Phil

From: Napolitano Philip

Sent: Tuesday, May 07, 2013 9:24 AM

To: 'Gorman, John'

Subject: P.S. 217 Queens smoking ballast incident

John,

P.S. 217 located at 85-05 144" Street in Queens had a visibly smoking ballast in classroom 202A yesterday afternoon
5/6. The room was immediately evacuated and secured. A fan was putin place to aid in ventilation. Fixture removal and
wipe samples will happen today. The environmental contractor will provide additional ventilation with a blower unit.
The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once
wipe sample results are returned. f

Regards



Phil

Philip Napolitano |

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long island City, N.Y. 11101

718 349 5583 tel




Haklar, James ; ” :

From: Gorman, John

Sent; Wednesday, May 08, 2013 2:43 PM

To: Haklar, James; Santella, Dennis: Schulz, Susan
Subject: FW: P.8. 123 Manhattan smoking ballast

From: Napolitano Philip [mailto:PNa olitano2@schools.nyc.gov]
Sent: Wednesday, May 08, 2013 2:32 PM

To: Gorman, John

Subject: RE: P.S. 123 Manhattan smoking ballast

John:

As a follow up to my previous email, a row of 3 fixtures was removed from room 316. The fixtures consisted of 1 leaking
pcb ballast which smoked and 2 non-pcb ballast with historic staining. Wipe samples were taken and have been
returned. Sample results are below the federal action level of 10 ug/cm®. The room will be re-occupied. Parent
notification letters will be sent. We ventilated with a pedestal fan and blower unit.

The blower (max rating 980 cfm) has been running for over 24 hours in the classroom that is 6500 cuft. | used 700 cfm
{in case the duct had a bend). 700 cfm x 1440 minutes / 6500 cuft = 155 air changes. '

Smoking ballast info:

Universal

Not thermally protected

No manufacture date

Let me know if you have "any questions

Regards,
Phil

From: Napolitano Philip

Sent: Tuesday, May 07, 2013 3:07 PM
To: 'Gorman, John' '
Subject: P.S. 123 Manhattan smoking ballast

P.S. 123 located at 310 West 140" Street in Manhattan had a visibly smoking ballast in classroom 316 earlier today 5/7.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit; The
room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe
sample results are returned. ,

TRy



Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, NY 11101

718 349 5583 tel




Haklar, James
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From: Gorman. John

Sent: Wednesday, May 08, 2013 3:34 PM

To: Haklar James: Santella. Dennis: Schulz. Susan
Subject:  EW:PS 102 Brooklyn smoking ballast incident

From, Napolitano Phili :p [mail to Pi\%agc ;tanez@sches s.nye, gov}
Sent: Wednesday, May 08, 2013 3:15 PM

To: Gorman, John
Subject: RE: PS 102 Brock%yn smokmg ballast xncxdent

John:

As a follow up to my previous email, our environmental contractor inspected 2 fixtures and found 2 intact non - pch
ballast in the staircase vestibule. There was no leakage or historic staining. We did not take wipe samples. We have been
ventilating with fans and open windows since this morning. Any hngermg odor has dissipated. We will re-open the
staircase shortly. Parent notification letters will be sent.

Smoking ballast info:
NON PCB
Let me know if you have any guestions

Regards,
Phil

- From: Napolitano Philip

Sent: Wednesday, May 08, 2013 10:58 AM

To: 'Gorman, John'

Subject: PS 102 Brooklyn smoking ballast incident

Good morning John,

P.S. 102 located at 211 72" Street in Brooklyn had a visibly smoking ballast in the staircase vestibule H&I today 5/8. The
staircase doors were immediately closed with caution tape (we did not lock the doors). A fan was put in place to aid in
ventilation and the exit doors are open. Fixture removal and wipe samples will happen today. The environmental
contractor will provide additional ventilation with a blower unit. The staircase will remain closed pending wipe sample
results. The school administration was directed that in the event of a building emergency the staircase can be used.
Parent notification letters will be sent. | will update you once wipe sample results are returned.

Regards

Phil

Philip Napolitano

¥



Deputy Director of Facilities
NYC Departmént of Education
Division of School Facilities
'44»35 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James
M

From: Gorman, John

Sent: Friday, May 10, 2013 12:31 PM

To: LaPosta, Dore

Cc: ' Haklar, James; Santella, Dennis: Evangelista, Pat; Newton, Caroline; Schulz, Susan; Lopez
Nora

Subject: Fw: P.S. 186 Brooklyn smokmg ballast incident

This is the third reported ballast failure at P.S. 186 since March!

Fmrn' Napoiitano thp

Sent: Friday, May 10, 2013 10:24:06 AM

To: Gorman, John

Subject: P.S. 186 Brooklyn smoking ballast incident

_Good morning John,
P.S. 186 located at 7601 19" Avenue in Brooklyn had a visibly smokmg ballast in classroom 313 this morning 5/10. The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe
sample results are returned.
Regards,
Phil

Philip Napolitano
Deputy Director of Facilities

NYC ‘Departm‘e’nt of Education
Division of School kFaciJities
44-36 Vernon Bouievafd

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

From: Gorman, John '

Sent: Monday, May 13, 2013 2:53 PM

To: Haklar. James: Santella, Dennis

Cc: - Schulz, Susan

Subject: . FW: P S 186 Brooklyn smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Monday, May 13, 2013 2:52 PM

To: Gorman, John

Subject: RE: P.S. 186 Brooklyn smoking bafiast incident

John:

As a follow up to my previous email, 2 rows were inspected and removed from room 313. 1* row consisted of 3 fixtures
and 3 ballasts, 2 leaking PCB, 1 and 1 Non PCB(smoking baliast). 2™ row aiso consisted of 3 fixtures and 3 ballasts, 2
leaking PCB and, 1 Non PCB. All 6 fixtures had historic staining. Wipe samples were taken and have been returned.
Sample results are below the federal action level of 10 ug/cm’. The room will be re-occupied. Parent notification letters
will be sent. We ventilated with a pedestal fan and blower unit.

The blower {max rating 980 cfm) has been running for over 48 hours in the classroom that is 7200 cuft. | used 700 cfm
{in case the duct had a bend). 700 cfm x 2880 minutes / 7200 cuft = 288 air changes.

Smoking ballast info:

Advance NON PCB ,

Thé DDF follow up inspection found visible staining on 2 fixtures in room 408, 1 ﬁkture in 504, and 1 fixture in 213.

408- 2 rows were inspected and removed. 1% row consisted of 3 fixtures and 3 ballasts, 1 leaking PCB, 1 intact‘PCB and 1
non PCB. 2™ row also consisted of 3 fixtures and 3 ballasts, 2 leaking PCB, and 1 NON PCB. All 6 fixtures had historic

staining.

504 — 1 Fixture and 1 NONPCB ballast removed. Fixture had historic staining.

213 — Removal of 3 fixtures will happen tonight.

Let me know if you have any questions

Regards,

Phil

From: Napolitano Philip

Sent: Friday, May 10, 2013 10:24 AM

To: '‘Gorman, John'

Subject: P.S. 186 Brooklyn smoking ballast incident

Good morning John,



P.S. 186 located at 7601 19" Avenue in Brooklyn had a visibly smoking ballast in classroom 313 this morning 5/10. The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe
sample results are returned. '

Regards,

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James
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From: ‘ Gorman, John

Sent: Monday, May 13 2013 3:26 PM

To: ~ LaPosta, Dore

Cc: Haklar, James: Schulz, Susan; Lopez, Nora; Evangelista, Pat; Santella, Dennis; Newton,
Caroline

Subject: FW. PS 186 Brooklyn smoking ballast incident

This is the fourth reported ballast incident for P.S. 186K (3/9, 4/26, 5/10, and 5/13).

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Monday, May 13, 2013 3:14 PM

To: Gorman, John

Subject: PS 186 Brooklyn smoking ballast incident

Good afternoon John:

P.S. 186 located at 7601 19th Avenue in Brooklyn had a visibly smoking ballast in classroom # 202 earlier today 5/13. The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor will inspect/remove the fixture today. They will also provide additional ventilation with a blower unit. Wipe
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will
be sent. | will update you once wipe sample results are returned. ' ‘

Regards

Phil

Philip Napolitano

Deputy Director of Facllities
NYC Departmént of Education
Division of School Facilities

44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel






Haklar, James

From: - Gorman, John

Sent: Tuesday, May 14, 2013 3:10 PM

To: LaPosta, Dore

Cc: Haklar, James; Schulz, Susan: Evangelista, Pat: Newton, Caroline: Santella, Dennis; Lopaz
Nora

Subject: Fw: PS 186 Brooklyn smoking ballast incident

This is the FIFTH smoking ballast reported at this school since March. | will give Phil a call tomorrow to discuss and get
additional details. : '

3/9 - Room 412

4/26 - Room 505
5/10 - Room 313
5/13 - Room 202
5/14 - Room 411

From' Napoixtano Phil p

Sent; Tuesday, May 14, 2013 2:27:00 PM

To: Gorman, John

Subject: PS 186 Brooklyn smoking ballast incident

Good afternoon John:

P.S. 186 located at 7601 19th Avenue in Brooklyn had a visibly smoking ballast in classroom # 411 earlier today 5/14. The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor will inspect/remove the fixture today. They will also provide additional ventilation with a blower unit. Wipe
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will
be sent. | will update you once wipe sample results are returned.

_ Regards

Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education

Division of School Facilities

44-36 Vernon Boulevard

Long island City, N.Y. 11101

718 349 5583 tel






Haklar, James

From: Gorman, John

Sent: Wednesday May 15, 2013 1156 AM
To: Haklar James. Santella, Dennis

Cc: Schulz, Susan

Subject: FW: PS 186 Brooklyn smoking ballast mcndent

From: Napolitano Philip [mailto:PNapolitano? @schools.nyc.qov]
Sent: Wednesday, May 15, 2013 11:20 AM

To: Gorman, John '

Subject: RE: PS 186 Brooklyn smoking ballast incident

John:

As a follow up to my previous email, 1 row was inspected and removed from room 202. The row consisted of 3 fixtures
and 3 ballasts, 1 leaking PCB, 1 non PCB with historic staining and 1 intact PCB. Wipe samples were taken and have been
returned. Sample results are below the federal action level of 10 ug/cm?. The room will be re-occupied. Parent
notification fetters will be sent. We ventilated with a pedestai fan and blower unit. “

The blower {max fatmg 980 cfm) has been running for over 21 hours in the classmom thatis 7200 cuft. | used 700 cfm
{in case the duct had a bend). 700 cfm x 1260 minutes / 7200 cuft = 122 air changes.

Smoking ballast info was not provaded
Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Monday, May 13, 2013 3:14 PM

To: 'Gorman, John'

Subject: PS 186 Brooklyn smoking ballast incident

Good afternoon John:

P.S. 186 located at 7601 19th Avenue in Brooklyn had a visibly smoking ballast in classroom # 202 earlier today 5/13. The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor will inspect/remove the fixture today. They will also provide additional ventilation with a blower unit. Wipe

samples will be taken as well. The room will remain closed pending wipe sample resu|ts Parent notification letters will

- be sent. bwill update you once wipe sample results are returned.

Regards

Phil

Philip Napolitano



Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44*36 Vernon Boulevard

i.éng Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

From: : Gorman, John

Sent: . Wednesday, May 15, 2013 11:58 AM

To: i Haklar, James; Santella, Dennis

Cc: Schulz, Susan

Subject: FW: PS 186 Brooklyn smoking ballast incident
i w -

John Gorman, Chief

Pesticides & Toxic Substances Branch
USEPA Region 2 - Edison Facility
Building 10

2890 Woodbridge Avenue

Edison, NJ 08837-3679

732-321-67865
-Fax: 732-321-6788.
Cell; 908-420-4485
gorman.john@epa.qov
www.epa.qgov/region02

NOTICE: This communication may contain delibekrative, confidential, attorney work product, or other enforcement-
sensitive information. Do not release under FOIA without appropriate review. [f this message was sent to you in error,
you must delete it and not print, copy, re-transmit, disseminate, or otherwise use the information.

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Wednesday, May 15, 2013 11:21 AM

~ To: Gorman, John :

Subject: RE: PS 186 Brooklyn smoking ballast incident

John:

As a follow up to my previous email, 1 row was inspected and removed from room 411. The row consisted of 3 fixtures
and 3 ballasts, 1 leaking PCB, 1 non PCB with historic staining and 1 intact PCB. Wipe samples were taken and have been
returned. Sample results are below the federal action level of 10 ug/cm’. The room will be re-occupied. Parent

. notification letters will be sent. We ventilated with a pedestal fan an;i,,blowerunit,_ D T B

The blower {max rating 980 cfm) has been running for over 20 hours in the classroom that is 8400 cuft. | used 700 cfm
(in case the duct had a bend). 700 c¢fm x 1200 minutes / 8400 cuft = 100 air changes. '

Smoking ballast info:

Advance 5-275-S



Thermally protected

No manufacture date
Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Tuesday, May 14, 2013 2:27 PM

To: 'Gorman, John'

Subject: PS 186 Brooklyn smoking ballast incident

Good afternoon John:

P.S. 186 located at 7601 19th Avenue in Brooklyn had a visibly smoking ballast in classroom # 411 earlier today 5/14. The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor will inspect/remove the fixture today. They will also provide additional ventilation with a blower unit. Wipe
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will
be sent. | will update you once wipe sample results are returned.

Regards

Phil

Philip Napolitano
Deputy Director of Facilities
NYC Department of Education

Division of School Facilities

44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

From: Gorman, John

Sent: Wednesday, May 15, 2013 4:14 PM
To: Haklar, James

Ce: Schulz, Susan

Subject: - FW:

Attachments: Ballast incidents 5-8-13_1213.docx

From: Napolitano Philip [malilo: Pliapoiitano2@schools.nyc.gov]
Sent: Wednesday, May 15, 2013 4:05 PM

To: Gorman, John ‘

Subject: RE:

Johm:

| updated the attached sheet. My comments are in red.
Let me know if you have any questions.

Regards
Phil

From: Gorman, John [mailto:Gorman.John@epa.qgov]
Sent: Wednesday, May 08, 2013 2:24 PM

To: Napolitano Philip

Subject: j

Here is the document that | mentioned that we are using to track reported ballast failures in schools. Feel free
to send us any corrections or updates that you think should be included.

John Gorman, Chief

Pesticides & Toxic Substances Branch
USEPA Region 2 - Edison Facility
Building 10

2890 Woodbridge Avenue

=S e g TR e

732-321-6765

Fax; 732-321-6788
Cell: 908-420-4485
gorman.jchn@epa.gov
WWwW.epa.qoviregion02

NOTICE: This communication may contain deliberative, confidential, attorney work product, or other enforcement-
sensitive information. Do not release under FOIA without appropriate review. If this message was sent to you in error,
you must delete it and not print, copy, re-transmit, disseminate, or otherwise use the information.
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Total Incidents: 48 (six non-PCB)
Total Smoke/Odor Incidents: 42 (six non-PCB)

May 8, 2013

ballast. 1 was non | removed and
PCB with historic | discarded following
staining. PCB disposal protocol.
P.S.50 NYC 200 Adelaide Week o,ﬂlw Smoking Ballast: Smoking Yes (resulting in No air monitoring To be
Avenue, Staten 1/7/13 ballast in Room 213; children removal of 1 performed. Wipe completed by
Island, NY reoccupied room next day and ballast in a fixture | testing performed; 2016
detected odor. Smoking inroom 217,and | PCBs < 10 ug/100 cm”.
ballast also discovered in six full fixtures &, 2013
Room 217. from room 213.)
PS.213 NYC 580 Hegeman 1/30/201 | Smoking Ballast: Smoking Yes (resulting in 3 | Air monitoring To be
Avenue, Brooklyn, | 3 ballast condition in Room 232. light fixture performed (for TVOCs, | completed by
NY removals) CO, particulates). 2017
Wipe testing not
performed. 2013
PS. 213 NYC 580 Hegeman 2/11/13 | Smoking Ballast: Smoking 1 fixture removed. | No air monitoring To be
Avenue, Brooklyn, ballast condition in Room 133. Visual inspection nmznoqamn. Wipe completed by
NY of entire building | testing performed; 2017
done by the PCBs < 10 ug/100 cm’.
Deputy Director of | 2013
Facilities (DDF}. No
visual leaks were
[S— - . — *ocza. :
P.S. 014 NYC 3041 Bruckner 2/22/13 | Smoking Ballast: Smoking At least 1{intact) No air monitoring To be
Boulevard, Bronx, ballast condition in Room 313. ballast removed performed. Wipe completed by
NY from room. Visual | testing performed; 2017
inspection of PCBs < 10 ug/100 cm’.
entire building m
done by the DDF.
No visual leaks
, were found.
P.S. 242 NYC 134 West 122" 2/25/13 | Odor from Ballast: Failed Yes (resulting in 3 | No air monitoring To be




W
00T/3n 01 > synsad
6107 ‘pauniopiad dunseal
ui payojduwion adip ‘pauiioliad
9q ol Suuojiuow Jie oN
L9/8n y0'0
MO}aq a19m s}nsal
ajdwes y1og '4S0T
W Ul a4nIxi4 Y81 ayy
Mojag Ajposuaip dooy)
pue ysop 3yl Wwoly
uye] alam sajduwes
adim 7 'pauliopad
Suioliuow Jie oN

910¢
Ag palsjduon
2q 0]

e
001/3n QT > synsal
‘pawiopiad Buiisal

adipy pauniopiad

Juo3iuow Jie oN

1coe
Aq paiojdwion

aq ol

€102
‘pawiopad

10U Bunsay
adim {paunopiad

£102
Ag pajajdwion

€10Z ‘8 Aen

daa
ayl Ag suop

Buipling aunus
10 uonoadsuy

[ensip
‘panowal
alom sisejjeq
7 puesaimxy z

"4aa ay1 Aq auop
8uipjing ainus jo
uonoadsul ensip
*pPIAOUIDI

SEM 2NNy

T pue jsejjeq
g0d 3unjeal 1
‘punoj siam

SHED| [BNSIA ON |

'40a 3Y1 Ag suop
Buipling 2u11us jo
uoiadsui (ensiA
‘paAOWDI 2INIXI}

T Ul sisejjeq 7

(sienouwial aunixy

AN ‘ueneyueiy

{617 Wooy) 821440 sasinu , 199418 ,
ay) ul xea :sejjeg sunjea ET/v/€  GCIT ¥59M 0T JAN G8T S'd
4501 AN
Wooy Ul Uoimpuod 1sejieq ‘uApjooig 109415 6/2°Sd
Supjows :sejjeg 3upjows | €T/T/¢ YOT 1583 0401 JAN
"LT€ Wooy Ul uolipuoo jsejjeq AN ‘uApjooug
supjows :3sejjeg 3unjows eT/T/¢ ‘S anuaAY 877 JAN 87T S|
10042S
Jauey)
o1nasy
siapes’
aimny
o ‘P11 Wooy ul AN ‘ueneyueiN 2y} pue
10po 8uiudng 3jo aae3 jsejjeq

(80d-uou xis) zy NWE%M%_ Jopo/ajows |e1ol
(80d-uou xis) 8p :sjuappuj [e30L

19918

YT YOIV




Total Incidents: 48 (six non-PCB)

Total Smoke/Odor Incidents: 42 (six non-PCB) May 8, 2013
P.S. 87 NYC 160 West 78th 12/7/12 | Odor from Ballast: Failed On 12/28/12, the No wipe or air - To be
Street Manhattan, fixture gave off burning odor fixture was sampling performed. completed in
NY : in Room 310. inspected and | 2018
found a PCB leak
which was 2013
contained inside
the fixture casing.
Four fixtures
removed and
replaced in the
2 classroom.
P.S. 84 NYC 22-45 41" Street, | 3/7/13 Smoking Ballast: Smoking One ballast and No air monitoring To be
Queens, NY ballast condition in Room one fixture umlo_,ama. Wipe completed in
101A. removed from the | testing performed; 2017
classroom. Visual | results < 10 ug/100
inspection of cm’. 2013
entire building
done by the DDF.
No visual leaks
were found. ”
P.S. 117 NYC 300 Willoughby 3/7/13 Smoking Ballast: Smoking One intact ballast | No air monitoring To be
Avenue, Brooklyn, ballast condition in Room 306. removed from the | performed. Wipe completed in
NY room. Visual testing performed; 2017
inspection of results < 10 ug/100
entire building cm? 2013
done by the DDF.
No visual leaks
were found.
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Total Incidents: 48 (six non-PCB)

Total Smoke/Odor Incidents: 42 (six non-PCB)

NYC 601 Oceanview
P.S. 253 Avenue, Brooklyn,
NY 4
| ,
PS 864 NYC 3109 Newkirk
Avenue, Brooklyn

PS. 57 “ NYC | 2111 Crotona

Avenue, Bronx, NY

PS 312 NYC 7103 Avenue T

Brooklyn, NY

August
2012
{reported
to EPA
on
3/22/13).

3/22/13

3/28/13

4/3/13

Leaking Ballast: Fixture in the

auditorium leaked onto floor .

tiles.

Unknown | All fixtures to be

| done by the DDF.

Smoking Ballast: Smoking
ballast in Room 306.

Smoking Ballast: Smoking
ballast in Room 512.

Smoking Ballast: Smoking
ballast in Room 126.

May 8, 2013

removed. Fixture
removal
completed in
auditorium
4/2/13. Visual
inspection of
entire building

No air monitoring
nmloqﬁma. Wipe
testing to be
performed. Wipe
testing performed;
results<10 ug/100cm’

Tobe
completed in
2017

To be

Yes. 1 row of light | No air monitoring

fixtures removed. | performed. Wipe completed in
Containing 3 | testing performed; 2021

leaking ballasts. | results < 10 ug/100

Visual inspection | cm®.

of entire building

done by the DDF. N ,
Unknown. 1 intact | No air monitoring Tobe

PCB ballast performed. Wipe completed in
removed from testing performed; 2016

room. . Visual results < 10 ug/100

inspection of cm’. 2013

entire building

done by the DDF. o

Yes. 1 rowof 3 No air monitoring To be

light fixtures performed. Wipe completed in
containing 3 testing performed; 2016
ballasts were results < 10 ug/100

removed. Visual | cm’. , 2013

inspection of
entire building
done by the DDF.
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Total Incidents: 48 (six non-PCB)

Total Smoke/Odor Incidents: 42 (six non-PCB) - May 8, Noaw

e

1801 Avenue Y,
Brooklyn, NY

P.S. 081

Avenue, Brooklyn,

Street, Brooklyn,
NY ;

Smoking Ballast: Smoking
ballast in Room 321.

Unknown. 1 light
fixture containing
1 ballast was
removed. Visual

No air monitoring
performed. Wipe
testing performed;

_‘mmc:mﬂnpo:m\pco
3o ‘

To be
completed in
2017

| ballast in Room 329,

fixtures containing

performed. Wipe

inspection of cme: 2013
entire building
done by the DDF. c
NYC J\wxmo Dekalb Smoking Ballast: Smoking 1 row of 3 light 'No air monitoring To be

completed in

ballast in Room 232 (boys’
hathroom).

fixture containing
1 Non-PCB ballast
was removed.
Fixture had
historical staining.
Visual inspection
of entire building

performed. Wipe
testing performed;

results < 10 ug/100

cm’.

NY | 3 ballasts were testing performed; 2016
removed. Visual results < 10 ug/100
inspection of cm’. 2013
entire building
done by the DDF. ” :
pPS.14 2424 Batchelder 4/8/13 Smoking Ballast: Smoking Unknown. 1light | Noair monitoring To be

completed in
2018

removed. Visual
inspection of
entire building

done by the DDF.

results < 10 ug/100

cm’.

; done by the DDF,
PS. 145 150 West 105 A 4/10/13 | Smoking Ballast: Smoking One row of 3 light | No air monitoring To be
Street Manhattan, ballast in Room 312. fixtures containing | performed. Wipe completed in
NY , 3 ballasts was testing performed; 2018
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Total Incidents: 48 (six non-PCB)
Total Smoke/Odor Incidents: 42 (six non-PCB)

-
NYC 420 East 12" st,
Manhattan, NY

| Arts and NYC 105-25 Horace
Business Harding
High School Expressway,
Q456 Queens,; NY

re -
P.S. 33 NYC 7@ Tompkins

Avenue,
Brooklyn, NY

4/12/13

Smoking Ballast: Smoking
ballast in Room 302 (library).

May 8, 2013

2 fixtures
containing 2
leaking non- PCB

| ballasts with

historic stains
were removed.
Visual inspection
of entire building
done by the DDE.

No air monitoring
performed. Wipe
testing performed;
results < 10 ug/100

cm?.

To be
completed in
2021

4/15/13

4/17/13

| Smoking Ballast: Smoking

ballast in Room 127 (Dean’s
Office Bathroom).

e R e

Smoking Ballast: Smoking
ballast in Room 412,

1 fixture
containing a hon-
PCB ballast was
removed. The
fixture had
evidence of
historic staining.

- Visual inspection

of entire building
done by the DDE,

No air monitoring
performed. Wipe
testing performed;
results < 10 ug/100

cm’.

Unknown

A row of 3 fixtures
containing 3 PCB
ballasts was
removed . The
smoking ballast
was found to be
leaking, the other
2 fixtures had
historic staining.
Visual inspection
of entire building
done by the DDF.

No air monitoring
performed. Wipe
testing performed;
results < 10 ug/100
cm’.

To be
completed in
2016
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Total Incidents: 48 (six non-PCB)

Total Smoke/Odor Incidents: 42 (six non-PCB) May 8, Ncww

300 Willoughby 4/25/13 | Smoking ballast: A ballast was The smoking 1 No air monitoring To be
Avenue, Brooklyn, found to be smoking in the ballast was found | performed. Wipe | completed in
NY library (Room 240). to be an intact PCB | testing performed; 2017
ballast which was | results < 10 ug/100
removed froman | cm’.
8’ fixture. There
was no sign of
leakage or historic
staining in the
fixture. Visual
inspection of
entire building
| | done by the DDF. ,

PS. 186 7601 19th 4/26/13 | Smoking ballast: A ballast was Unknown. 1 Wipe testing to be To be
Avenue, Brooklyn, found to be smoking in Room fixture and 1 vmlo«&ma: Wipe completed in
NY 505. leaking ballast testing performed; 2017

Visual inspection | results ﬁ 10 ug/100 2013/14
of entire building | cm’..
, done by the DDF. H
PS.216 A 350 Avenue X, 4/26/13 %mﬁoxmzm ballast: A ballast was Unknown. 1 intact | Wipe Hmma:m fo be To be
Brooklyn, NY found to be smoking in Room PCB ballast performed... Wipe completed in
214. removed testing performed; 2017
results < 10 ug/100
; cm’..
410 East 100" 4/29/13 | Smoking ballast: A ballast was 7 leaking PCB No air monitoring To be
Street, ‘ found to be smoking in Room ballast and 7 performed. Wipe completed in
Manhattan, NY 207. fixtures were testing performed; 2016
removed. Visual results < 10 ug/100
inspection of cm?.
entire building
done by the DDF,
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Total Incidents: 48 (six non-PCB)
Total Smoke/Odor Incidents: 42 (six non-PCB)

P.5.90 NYC

NYC

[ps123 |NvC

P.S. 102 NYC

2840 West 12
Street, Brooklyn,
NY

85-05 144" Street,
Queens, NY

310 West 140"
Street,
Manhattan, NY

211 72" Street,
Brooklyn, NY

Unknown
5/3/13

5/6/13

,w\w\uw

5/8/13

Smoking ballast: A ballast was
found to be smoking in Room
205.

Smoking ballast: A ballast was
found to be smoking in Room
202A.

Smoking ballast: A ballast was
found to be smoking in Room
316.

Smoking ballast: A ballast was
found to be smoking in a
staircase vestibule.

May 8, 2013

1 leaking PCB
ballast and one 8’
fixture was

| removed. Visual

inspection of
entire building
done by the DDF,

‘Unknown

1 intact PCB

Ballast removed.
Visual inspection
of entire building

No air monitoring
performed. Wipe
testing performed;
results < 10 ug/100
cm?. ,

To be
completed in
2016

Wipe sampling to be
performed. Wipe
testing performed;
results ,,; 10 ug/100
cm’.

To be
completed in

done by the DDF. m

Unknown Wipe samplingtobe | To be
Removed 3 performed. Wipe completed in
fixtures and 3 testing performed;

ballasts, 1leaking | results < 10 ug/100

PCB, 2 NONPCB cm’. 2013
with historic

staining. Visual

inspection of

entire building

done by the DDF.

Unknown 2 Wipe sampling to be | To be
fixtures inspected | performed. completed in
both NONPCB, no | NO Wipes were 2013
staining. Visual performed

inspection of
entire building
done by the DDF,
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Haklar, James

From: - Gorman, John ,

Sent: - Tuesday, May 21, 2013 11:00 AM

To: LaPosta, Dore

Ce: Haklar, James; Santella. Dennis: Evangelista, Pat; Newton, Camime Lopez, Nora, Schu
Susan

Subject: , FW: PS 131 Bronx Leaking ballast incident

me’ Napolitano thp {mai to: PNagg tancz@schos s. nyc gov]
Sent: Tuesday, May 21, 2013 10:52 AM

To: Gorman, John
Subject: PS 131 Bronx Leaking ballast incident

Good morning John:

P.S. 131 located at 885 Bolton Avenue in the Bronx had a Feaking ballast in a store room # 106 earlier today 5/21. The
ballast in the storage room failed causing an odor. When the custodian went to investigate the odor, he found a few
drips of dark brown fluid on the fixture and directly below on the concrete floor. The room was immediately secured. A
fan was put in place to aid in ventilation. Our environmental contractor will begin the cleaning process on the floor.
Once it is completed wipe samples will be taken and the fixture will be removed. The room will remain closed pending
wipe sample results. Parent notification letters will be sent. | will update you once wipe sample results are returned.
Regards

Phil

Philip Napolitano

Deputy Director of Faci!ities’
NYC Department of‘Eaucation
Division of School Facilities

44-36 Nernon Boulevard

- Long Island City, N.Y. 11101

718 349 5583 tel






Haklar, James

M

From: Gormah, John

Sent: Tuesday, May 21, 2013 11:56 AM

To: LaPosta Dore ,

Cc; Haklar, James: Santella, Dennis; Evangelista, Pat; Lopez, Nora; Schulz, Susan; Newton,
Caroline

Subject: FW: P.S. 006 Bronx smoking ballast incident

From: Napolitano Philip {mai!tb.PNag@iitanoZ@schsols.n}gc.gmf}
Sent: Tuesday, May 21, 2013 11:40 AM

To: Gorman, John ~
Subject: P.S. 006 Bronx smoking ballast incident

John:

PS 006 located at 1000 East Tremont Avenue in the Bronx had a visibly smoking ballast in the boys bathroom inside of
the cafeteria earlier today 5/21. The bathroom was immediately evacuated and secured. A fan was put in place to aid in
ventilation. The environmental contractor will provide additional ventilation with a blower unit. Fixture removal and
wipe samples will happen today. The room will remain closed pending wipe sample results. Parent notification letters
will be sent. | will update you once wipe sample results are returned.

Regards

Phil

Philip Napolitano
Deputy Director of Facilities
NYC Department of Education

Division‘of School Facilities

44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James ,

From: Gorman, John

Sent: Tuesday, May 21, 2013 2:32 PM

To: LaPosta, Dore

Cc: Haklar, James; Schulz, Susan; Newton, Caroline, Santella, Dennis; Evangelista, Pat; Lopez,
Nora

Subject: FW: P.S. 332 Brooklyn smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.govl
Sent: Tuesday, May 21, 2013 2:28 PM

To: Gorman, John

Subject: P.S. 332 Brooklyn smoking ballast incident

Good afternoon lohn:

P.S. 332 located at 51 Christopher Avenue in Brooklyn had a visibly smoking ballast in classroom #113 earlier today 5/21.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental
contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen today.
The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once
wipe sample results are returned. .

Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

From: Gorman. John ,

Sent: Wednesday, May 22, 2013 8:53 AM

To: Haklar, James: Santella, Dennis

Subject:  FW: P.S. 006 Bronx smoking ballast incident

Now non-PCB electronic ballasts are causing smoke conditions...

From: Napolitano Philip [mailto:PNap olitano2 @schools.nyc.gov]
Sent: Wednesday, May 22, 2013 8:44 AM

To: Gorman, John ;

Subject: RE: P.S. 006 Bronx smoking ballast incident

John:

As a follow up to my previous email, 1 fixture was inspected and found to be a T8 NONPCB electronic ballast and fixture.
Wipe samples were not taken. The room was ventilated to eliminate any lingering odor and will be re-occupied today.
Parent notification letters wili be sent.

Let me know if you have any questions

Regarﬂs,
Phil

From: Napolitano Philip
Sent: Tuesday, May 21, 2013 11:40 AM

To: 'Gorman, John'

Subject: P.S. 006 Bronx smoking ballast incident

John:

P S. 006 located at 1000 East Tremont Avenue in the Bronx had a visibly smoking ballast in the boys bathroom inside of
the cafeteria earlier today 5/21. The bathroom was immediately evacuated and secured. A fan was put in place to aid in
ventilation. The environmental contractor will provide additional ventilation with a blower unit. Fixture removal and
wipe samples will happen today. The room will remain closed pending wipe sample results. Parent notification letters
will be sent. | will update you once wipe sample results are returned.

Regérds

Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education



Division of School Facilities
44-36 Vernon Boulevard
Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James ‘ , ;

From: Gorman, John

Sent: Wednesday, May 22, 2013 1:36 PM

To: : Haklar. James: Santella, Dennis

Cc: : - Schulz, Susan ~
Subject: FW: P.S. 332 Brooklyn smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Wednesday, May 22, 2013 1:33 PM

To: Gorman, John '

Subject: RE: P.S. 332 Brooklyn smoking ballast incident

John:
As a follow up to my previous email, 1 row was inspected and removed from room 113. The row consisted of 3 fixtures
and 3 ballasts, 2 leaking PCB, and 1 non PCB with historic staining. The smoking ballast was leaking PCB. Wipe samples

were taken and have been returned. Sample results are below the federal action level of 10 ug/cm’. The room will be
re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit.

The blower (max rating 980 cfm) has been running for over 16 hours in the classroom that is 6500 cuft. | used 700 cfm
(in case the duct had a bend). 700 cfm x 960 minutes / 6500 cuft = 103 air changes.

Smoking ballast info:
Uﬁiversai ballast

No thermal protéfztion
No manufacture date

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Tuesday, May 21, 2013 2:28 PM

To: 'Gorman, John'
Subject: P.S. 332 Brooklyn smoking ballast incident

Good afternoon john:

P.S.332 located at 51 Christopher Avenue in Brooklyn had a visibly smoking ballast in classroom #113 earlier today 5/21.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental
contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen today.



The room will remain ciosed pending wipe sample results. Parem: notification letters will be sent. | will update you once
wipe sample results are returned.

Regards

Phil

Philip Napolitano
Deputy Director of Facilities
NYC Department of Education

Division of School Facilities

44-36 Vernon Boulevard
Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James ' ,

From: , Gorman, John

Sent: ‘ Tuesday, May 28, 2013 9:10 AM
To: ‘ Haklar, James: Schulz, Susan; Santella, Dennis
~ Subject: FW: PS 131 Bronx Leaking ballast incident

From: Napolitano Philip [mailto:PNapolitano2 schools.nyc.gov)
Sent: Friday, May 24, 2013 12:58 PM ‘

To: Gorman, John

Subject: RE: PS 131 Bronx Leaking ballast incident

John,

As a follow up to my previous email. Our environmental contractor inspetted and removed 2 fixtures and 2 ballasts from
the store room. The leaking ballast was PCB and the other was a NON PCB ballast, historic staining was observed in the
fixture. The contractor cleaned the impacted concrete floor using Capsur. Wipe samples were taken from the impacted

area and have been returned. Sample results are below the federal action level of 10 ug/cm?. The room will be re-
occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. ‘

The blower (max rating 980 cfm) ran for over 24 hbufs in the store room that is 3,600 cuft. | used 700 cfm (in case the
duct had a bend). 700 cfm x 1440 minutes / 3,600 cuft = 280 air changes. '

Leaking ballast information was not legible due to the staining.
Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Tuesday, May 21, 2013 10:52 AM

To: 'Gorman, John' ‘ ,
Subject: PS 131 Bronx Leaking ballast inciden

. Good morning John:

PS. 131 located at 885 Bolton Avenue in the Bronx had a leaking ballast in a store room # 106 earlier today 5/21. The

ballast in the storage room failed causing an odor. When the custodian went to investigate the odor, he found a few
drips of dark brown fluid on the fixture and directly below on the concrete floor. The room was immediately secured. A

~ fan was put in place to aid in ventilation. Our environmental contractor will begin the cleaning process on the floor.

~ Once it is completed wipe samples wili be taken and the fixture will be removed. The room will remain closed pending

wipe sample results. Parent notification letters will be sent. | will update you once wipe sample results are returned.

Regards

Phil




- Philip Napolitano
Deputy Director of Facilities
NYC Department of Educaﬁon
Division ofochoai Facilities
44-36 Vernon Boulevard
Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

R oo OSSR ot

From: Gorman, John

Sent: Tuesday, May 28,2013 9:11 AM

To: Haklar, James: Santella. Dennis: Schulz, Susan
Subiject: FW. P.8 150 Bronx smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Friday, May 24, 2013 12:03 PM

To: Gorman, John

Subject: RE: P.S. 150 Bronx smoking ballast incident

lohn:

As a follow up‘ to my previous email, 2 intact pcb ballasts were removed from classroom 223.There was no leakage or
historic staining. Wipe samples were taken and have been returned. Sample results are below the federal action level of
10 ug/cm’. The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and
blower unit.

The blower (max rating 980 cfm) has been running for over 19 hours in the classroom that is 6750 cuft. | used 700 cfm
(in case the duct had a bend). 700 cfm x 1140 minutes / 6750 cuft = 118 air changes. ‘

Smoking ballast info:

Advance

Not Protected

No manufacture date

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip
Sent: Thursday, May 23, 2013 1:38 PM

To: 'Gorman, John' ;,
Subject: P.S. 150 Bronx smoking ballast incident

John:

P.S. 150 located at 920 East 167" Street in the Bronx had a visibly smoking ballast in classroom 223 earlier today 5/23.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will
be sent. | will update you once wipe sample results are returned.

Regards



Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 te|




Haklar, James

M

From: . Gorman, John

Sent: Tuesday, May 28, 2013 9:13 AM

To: LaPosta, Dore

Cc: Haklar, James: Schulz, Susan: Newton, Caroline; Santella, Dennis; Evangelista, Pat
Subject: FW: P8, 150 Bronx smoking ballast incident

Third report for P.5. 150X

Ffom: Napolitano Philip 1maiito:?Naggiitano.?@scho@&nyc.gov]
Sent: Thursday, May 23, 2013 1:38 PM

To: Gorman, John
~ Subject: P.S. 150 Bronx smoking ballast incident

John:

P.S. 150 located at 920 East 167" Street in the Bronx had a visibly smoking ballast in classroom 223 earlier today 5/23.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will
be sent. | will update you once wipe sample results are returned.

Regards
Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-3p6 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel







Haklar, James

From: Gorman, John

Sent: Tuesday, May 28, 2013 9:15 AM

To: LaPosta Dore

Cc: Schulz, Susan: Santella, Dennis; Haklar, James; Newton, Caroline; Evangelista, Pat
Subject: FW: P.S. 41 Manhattan smoking ballast incident

Second report for P.S. 41 M.

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Thursday, May 23, 2013 10:13 AM

To: Gorman, John

Subject: P.S. 41 Manhattan smoking ballast incident

John:

P S 41 located at 116 West 11" Street Manhattan had a visibly smoking ballast in classroom 413 late yesterday
afternoon 5/22. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our
environmental contractor inspected the fixture last night and found an intact NONPCB ballast with no historic staining.
Wipe samples were not taken. We ventilated until the odor dissipated. The room will be re-occupied today. Parent
notification letters will be sent.

Regards
Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel







Haklar, James :

From: . Gorman, John

Sent: Tuesday, May 28, 2013 9:18 AM
To: LaPosta, Dore ,
Cc: : Haklar, James: Santella, Dennis, Newton, Caroline: Evangelista, Pat; Schulz, Susan

Subject: ' EFW: P.S. 332 Brooklyn smoking ballast incident

Second report for P.S. 332K

From: Napolitano Philip [mailto:PNapolitano2 @schools.nyc.gov]
Sent: Tuesday, May 21, 2013 2:28 PM

To: Gorman, John

Subject: P.S. 332 Brooklyn smoking ballast incident

Good afternoon John:

P.S. 332 located at 51 Christopher Avenue in Brookiyn had a visibly smoking ballast in classroom #113 earlier today 5/21.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental
_contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen today.
The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once
wipe sample results are returned.

Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education

Division of School Facilities

44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

%

From: Gorman, John ‘

Sent: Wednesday, May 29, 2013 8:30 AM

To: LaPosta, Dore

Ce: Haklar, James. Schulz, Susan: Evangelista, Pat; Newton, Caroline; Santella, Dennis
Subject: FW: P .S 256 Brooklyn smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Wednesday, May 29, 2013 8:27 AM

To: Gorman, John

Subject: P.S. 256 Brooklyn smoking bal last incident

Good morning John:

P.S. 256 located at 114 Kosciuszko Street in Brooklyn had a visibly smoking ballast in classroom # 308 yesterday 5/28.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor inspected the fixture last night. They also provided additional ventilation with a blower unit. Wipe samples
were taken as well. The room will remain closed pending wipe sample results. Parent notaﬁcation letters will be sent. |
will update you once wipe sample results are returned.

Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Fécili’ties
44-36 Vernon Boulevard

Long island City, N.Y. 11101

718 349 5583 tel







Haklar, James

From: . Gorman, John

Sent: Wednesday May 29, 2013 9:36 AM

To: : LaPosta, Dore

Cc: Newton. Caroline: Haklar, James: Santella, Dennis; Schulz, Susan: Evangelista, Pat
Subject: FW:. P.S. 123 Manhattan smoking ballast

Third ballast failure reported for P.S. 123M.

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]

Sent: Wednesday, May 29, 2013 9:33 AM

To: Gorman, John ,

Subject: P.S. 123 Manhattan smoking ballast

John,

P.S. 123 located at 310 West 140" Street in Manhattan had a visibly smoking ballast in classroom 227 last night 5/28.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe
sample results are returned.

Regards

Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education

Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James ;

From: Gorman, John

Sent: Wednesday, May 29, 2013 11:46 AM

To: Haklar, James; Santella, Dennis; Schulz, Susan
Subject: FW: P.S. 256 Brooklyn smoking ballast incident

From: Napolitano Philip {éﬁaiito:PNagolitanoZ@schoois.nyc.gov}
Sent: Wednesday, May 29, 2013 11:39 AM

To: Gorman, John

Subject: RE: P.S. 256 Brooklyn smoking ballast incident

John:

As a follow up to my previous email, a row of 3 fixtures was removed from room 308. The fixtures consisted of 2 leaking
pcb ballasts and 1 non-pcb ballast with historic staining. Wipe samples were taken and have been returned. Sample
results are below the federal action level of 10 ug/cm’. The room will be re-occupied. Parent notification letters will be
sent. We ventilated with a pedestal fan and blower unit.

The blower (max rating 980 cfm) has been running for over 21 hours in the classroom that is 6000 cuft. | used 700 cfm
(in case the duct had a bend). 700 cfm x 1260 minutes / 6000 cuft = 147 air changes.

Smoking ballast info:
Advance

Not thermally protected
No manufacture date

Let me know if you have any questions

Regards,
Phil

 From: Napolitano Philip
Sent: Wednesday, May 29, 2013 8:27 AM
To: 'Gorman, John' ‘
Subject: P.S. 256 Brooklyn smoking ballast incident

. Good morning John:

P.S. 256 located at 114 Kosciuszko Street in Brooklyn had a visibly smoking ballast in classroom # 308 yesterday 5/28.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor inspected the fixture last night. They also provided additional ventilation with a blower unit. Wipe samples
were taken as well. The room will remain closed pending wipe sample results. Parent notification letters will be sent. |
will update you once wipe sample results are returned.

Regards



Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long island City, N.Y. 11101

718 349 5583 tel




Haklar, James

M

From: Gorman, John

Sent: Thursday. May 30. 2013 1123 AM

To: LaPosta, Dore

Cc: Schulz, Susan: Haklar, James; Santella, Dennis; Evangelista, Pat;, Newton, Caroline
Subject: FW: P.S. 006 Bronx smoking ballast incident ‘

Second reported failure at P.S. 006X

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Thursday, May 30, 2013 11:20 AM ‘

To: Gorman, John

Subject: P.S. 006 Bronx smoking ballast incident

John:

P.S. 006 located at 1000 East Tremont Avenue in the Bronx had a visibly smoking ballast in classroom #307 earlier
today 5/30. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The
_environmental contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will
happen today. The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will
update you once wipe sample results are returned.

Regards

Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education

Division of School Facilities

44-36 Vernon Boulevard

 Long Island City, N.Y. 11101

718 349 5583 tel






Haklar, James

From: Gorman, John

Sent: Thursday, May 30, 2013 11:50 AM
To: : Napolitano Philip ,
Subject: P.S. 066 in the Bronx

it has been reported to us that there have been at least two recent smoking ballast incidents at P.S. 066 in the
Bronx. One on 5/21 and another on 5/28, neither of which were reported to us by DOE. We were informed
that during the 5/28 incident, the classroom was evacuated for a half-hour to let the smoke clear and then
reoccupied before the City’s envaronmental contractor arrived. Can you provide any additional information on
these incidents? Thanks.

John Gorman, Chief

Pesticides & Toxic Substances Branch
USEPA Region 2 - Edison Facility
Building 10

2890 Woodbridge Avenue

Edison, NJ 08837-3679

732-321-8765
Fax; 732-321-6788
Cell: 908-420-4485
gorman.john@epa.qov
www.epa.goviregion02

NOTICE: This communication may contain deliberative, confidential, attorney work product, or other enforcement-
sensitive information. Do not release under FOIA without appropriate review. If this message was sent to you in error,
you must delete it and not print, copy, re-transmlt disseminate, or otherwise use the information.






Haklar, James

M

From: ‘ Gorman, John

Sent: Thursday, May 30, 2013 11:52 AM

To: : ' _ Haklar, James; Schulz, Susan, Santella, Dennis
Subject: FW: P.S. 123 Manhattan smoking ballast

From: Napolitano Philip {mai to P?ﬁago atanoz@schoo s.nyc.gov }
Sent: Thursday, May 30, 2013 11:51 AM

To: Gorman, John

Subject: RE: P.S. 123 Manhattan smokmg ballast

John:

As a follow up to my previous email, a row of 3 fixtures was removed from room 227. The fixtures consisted of 3 non-
pcb ballasts with historic stammg Wipe samples were taken and have been returned. Sample e results are below the
federal action level of 10 ug,/cm The room will be re-occupied. Parent not:f:catmn !etters will be sent. We ventilated
with a pedestal fan and blower unit.

The blower {max rating 980 cfm) has been running for over 23 hours in the classroom that is 6700 cuft. L used 700 ¢fm
(in case the duct had a bend). 700 cfm x 138{3 minutes / 6700 cuft =

144 air changes.

Smoking ballast info:

Advance (no pcb’s)

Thérmaﬁy prdtected

No manufacture date

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Wednesday, May 29, 2013 9:33 AM
To: 'Gorman, John'

Subject: P.S. 123 Manhattan smoking baliast

John,

P.S. 123 located at 310 West 140" Street in Manhattan had a visibly smokmg bal{ast in c!assrocm 227 last night 5/28.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample resuits. Parent notification letters will be sent. | will update you once wupe
sample results are returned.



Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Departﬁzent of Education
Division of School Facilities
44-36 Vernon Bﬂuievard |
;éng Island City, N.Y. 11101’

718 349 5583 tel




Haklar, James

From: Gorman, John

Sent: Thursday, May 30, 2013 3:28 PM
To: Napolitano Philip

Subject: RE: P.S. 066 in the Bronx

Thanks. | have no additional information on the 5/21 incident other than there was a smoking ballast.

John Gorman, Chief

Pesticides & Toxic Substances Branch
~ USEPA Region 2 - Edison Facility
Building 10

2890 Woodbridge Avenue

Edison, NJ 08837-3679

732-321-6765
Fax: 732-321-6788
Cell: 908-420-4485

gorman.jehn@epa.gov
www.epa.govireaion02

NOTICE: This communication may contain deliberative, confidential, attorney work product, or other enforcement-
sensitive information. Do not release under FOIA without appropriate review. If this message was sent to you in error,
you must delete it and not print, copy, re-transmit, disseminate, or otherwise use the information.

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Thursday, May 30, 2013 3:21 PM

To: Gorman, John '

Subject: RE: P.S. 066 in the Bronx

Good afternoon john,

DSF did not receive a report of a light fixture incident on 5/21 at X066. Can you provide additional details on what
information EPA received concerning the purported incident so that we can further investigate it?

We responded to this school on 5/29 as a result of a ballast giving off an odor . The report came in to DSF at 3:00 pm on
" 5/28 for room 405, Upon notification from the teacher, the building manager immediately evacuated and secured the -
room. A “Do Not Enter” sign was placed on the door and the room'was ventilated with open windows and a fan. That
afternoon the DDF confirmed the ballast did not smoke and performed a visual inspection of the fixture. He did not
observe any visible leakage on or around the fixture. The odor dissipated and the room was re-occupied yesterday
morning 5/29. Yesterday afternoon our environmental contractor conducted an internal inspection of 3 fixtures in room
405 and found 3 leaking PCB ballasts. Three fixtures and 3 ballasts were removed from the room last night. Parental
notification was sent out earlier today. :



Moving forward, if we receive a credible report of an odor, we will not reoccupy the space until the fixture is inspected '
by the environmental contractor.

Please let me know if you need anything else

Regards,

Phil

Philip Napolitano

Deputy Director of Facilitiés
NYC Department of Education
Division of School Facilities
44-36 Vernon Boﬁlevard

Long Island City, N.Y. 11101

718 349 5583 tel

From' Gorman John rmaﬂto Gorman John@ena qov]
Sent: Thursday, May 30, 2013 11:50 AM

To: Napolitano Philip

Subject: P.S. 066 in the Bronx

It has been reported to us that there have been at least two recent smoking ballast incidents at P.S. 066 in the
Bronx. One on 5/21 and another on 5/28, neither of which were reported to us by DOE. We were informed
that during the 5/28 incident, the classroom was evacuated for a half-hour to let the smoke clear and then
reoccupied before the City’s environmental contractor arrived. Can you provide any addltlonal information on
these incidents? Thanks.

John Gorman, Chief
Pesticides & Toxic Substances Branch
USEPA Region 2 - Edison Facility



Building 10
2890 Woodbridge Avenue
Edison, NJ 08837-3679

732-321-6765

Fax 732-321-6788
Cell: 908-420-4485
gonman chnepa goy
W eps aovireaionl?

NOTICE: This communication may contain deliberative, confidential, attorney work product, or other enforcement-
sensitive information. Do not release under FOIA without appropriate review. If this message was sent to you in error,
you must delete it and not print, copy, re-transmit, disseminate, or otherwise use the information.







Haklar, James

M

From: Gorman, John

Sent: Friday, May 31, 2013 4.48 PM

To: Haklar James; Schulz, Susan; Santella, Dennis
Subject: FW: P.S. 006 Bronx smoking ballast incident

From: Napolitano Philip

Sent: Friday, May 31,2013 2:09 PM

To: Gorman, John

Subject: RE: P.S. 006 Bronx smoking ballast incident

John:

As a follow up to my previous email, 1 row was inspected and removed from room 307. The row consisted of 3 fixtures
and 3 ballasts, 3 intact PCB ballasts with historic staining. Wipe samples were taken and have been returned. Sample
results are below the federal action level of 10 ug/cm’. The room will be re-occupied. Parent notification letters will be
sent. We ventilated with a pedestal fan and blower unit.

The blower (max rating 980 cfm) has been running for 19 hours in the classroom that is 8500 cuft. | used 700 cfm fin
case the duct had a bend). 700 cfm x 1140 minutes / 8500 cuft = 93 air changes.

Smoking ballast info:

Universal ballast

No thermal protection

No manufacture date

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip
Sent: Thursday, May 30, 2013 11:20 AM
To: 'Gorman, John!

- Subject: P.S. 006 Bronx smoking ballast incident

John:

P.S. 006 located at 1000 East Tremont Avenue in the Bronx had a visibly smoking ballast in classroom #307 earlier
today 5/30. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The
environmental contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will
happen today. The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will
update you once wipe sample results are returned.

Regards



Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel




%

Haklar, James

From: Gorman, John

Sent: ‘Friday, May 31, 2013451 PM

To: L aPosta Dore .

Ce: Haklar, James: Santella, Dennis; Schulz, Susan: Evangelista, Pat, Newton, Caroline
Subject: ' FW: PS 128/609 Brookiyn smoking ballast incident

i

From: Napolitano Philip

Sent: Friday, May 31, 2013 1:02 PM

To: Gorman, John ,
Subject: PS 128/609 Brooklyn smoking ballast incident

John:

P.S. 128/609 located at 2075 84" Street in Brooklyn had a visibly smoking ballast in room# 110 today 5/31. The room
was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor will
provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen today. The room will
remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe sample
results are returned.

Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facllities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel







Haklar, James

M

From: ' Gorman, John

Sent: Friday, May 31, 2013 4:55 PM
To: : LaPosta, Dore
Cc: Haklar, James: Schulz, Susan; Santella, Dennis; Evangelista, Pat; ’Newion, Caroline

Subject: ~ FW: P.S. 46 Brooklyn smoking ballast incident

From: Napolitano Philip

Sent: Friday, May 31, 2013 9:37 AM

To: Gorman, John

Subject: P.S. 46 Brooklyn smoking ballast incident

John:

P.S. 046 located at 100 Clermont Avenue in Brooklyn had a visibly smoking ballast in classroom 102 this morning 5/31.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor will inspect/remove the fixture today. They will also provide additional ventilation with a biower unit. Wipe
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will
be sent. | will update you once wipe sample results are returned.

Regards,
Phil

Philip Napolitano
Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

- Long Island City, N.Y. 11101

- 718 349 5583 te|







Haklar, James

From: Gorman. John

Sent: Friday, May 31, 2013 4:55 PM

To: . LaPosta Dore

Cc; Haklar. James: Schulz, Susan; Santella, Dennis; Evangelista. Pat: Newton, Caroline

Subject: FW: P.S. 167 Manhattan smoking ballast on 5/30

S

~ From: Napolitano Philip

Sent: Friday, May 31, 2013 9:02 AM

To: Gorman, John , V

Subject: P.S. 167 Manhattan smoking ballast on 5/30

Good morning lohn:

P.S. 167 located at 220 East 76" Street in Manhattan had a visibly smoking ballast in classroom 325 late yesterday
afternoon 5/30. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our
environmental contractor will inspect/remove the fixture today. They will also provide additional ventilation with a
blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent
notification letters will be sent. | will update you once wipe sample results are returned.

Regards,
Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel







Haklar, James

%

From: Gorman, John

Sent: Monday, June 03, 2013 9.32 AM

To: LaPosta, Dore

Ce: - Haklar. James: Santella, Dennis; Schulz, Susan; Evangelista, Pat; Newton, Caroline
Subject: FW: P.S 143 Manhattan smoking ballast incident

From Napolitano Philip [mailto: PNago itano2@schools. nys: ao }
Sent: Friday, May 31, 2013 11:51 AM '

To: Gorman, John

Subject: P.S. 143 Manhattan smoking ballast incident

John:

P.S. 143 located at 511 West 182™ Street in Manhattan had a visibly smoking ballast in classroom #329 today 5/31. The

room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental
_contractor will provide additional ventilation with a biower unit. Fixture removal and wipe samples will happen today.

The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once

wipe sample results are returned. f

Regards

Phil

Philip Napolitano

Depqty Director of Facilities
NYC Department of Education
Division of School Facilities

44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

From: Gorman, John ,;

Sent: Monday, June 03, 2013 11:48 AM

To: Haklar, James; Santella. Dennis; Schulz. Susan
Subject: FW: PS 128/609 Brocklyn smoking ballast incident

”From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Monday, June 03, 2013 11:47 AM

To: Gorman, John ,
Subject: RE: PS 128/609 Brooklyn smoking ballast incident

John:

As a follow up to my previous email, 1 intact pcb ballast was removed from classroom 110. There was no leakage or
historic staining. Wipe samples were taken and have been returned. Sample results are below the federal action level of
10 ug/cm’. The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and
blower unit. '

The blower [max rating 980 cfm) has been running for over 7 hours in the classroom that is 8700 cuft. | used 700 cfm lin
case the duct had a bend). 700 cfm x 420 minutes / 8700 cuft = 33 air changes.

Smoking ballast info could not be identified.

Let me know if you have any questions

| Regards,
Phil

Sent: Friday, May 31, 2013 1:02 PM
To: 'Gorman, John'
Subject: PS 128/609 Brooklyn smoking ballast incident

John:

P.S. 128/609 located at 2075 84" Street in Brooklyn had a visibly smoking ballast in room# 110 today 5/31. The room
was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor will
provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen today. The room will
remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe sample
results are returned,

Regards

Phil

Philip Napolitano



Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

e —————————

From: Gorman, John
Sent: Monday, June 03, 2013 12.03 PM
To: Haklar, James: Santella, Dennis; Schulz, Susan

Subject: - FW: P.8. 143 Manhattan smoking ballast incident

From: Napolitano Philip {maiito:PNapoiitanoZ@schdois.nyt.gcv}
Sent: Monday, June 03, 2013 11:52 AM

To: Gorman, John
Subject: RE: P.S. 143 Manhattan smoking ballast incident
John:

As a follow up to my previous email, 1 non pcb ballast and one fixture was removed from classroom 329. The fixture had
smoke stains, so it was removed. Wipe sampies were taken and have been returned. Sample results are below the
federal action level of 10 ug/cm’. The room will be re-occupied. Parent nottf;cat;on letters will be sent. We ventilated
with a pedestal fan and blower unit. ,

The blower (max rating 980 cfm) has been running for over 10 hours in the classroom that is 6500 cuft. | used 700 cfm
{in case the duct had a bend). 700 cfm x 600 minutes / 6500 cuft = 64 air changes.

Smoking ballast info: NON PCB
Lumi~—Kon
Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip ,

Sent: Friday, May 31, 2013 11:51 AM

To: 'Gorman, John' '

Subject: P.S. 143 Manhattan smokmg ballast incident

John:

P.S. 143 located at 511 West 182" Street in Manhattan had a visibly smoking ballast in classroom #329 today 5/31. The
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental
contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen today.

~ The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once
- wipe sample results are returned.

Regards

Phil



phifip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division bf School Facilities
44-36 Vernon Boulevard
Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

TS R A e s

From: Gorman, John

Sent: Monday, June 03, 2013 3:27 PM

To: LaPosta, Dore

Cc: , Haklar, James: Santella, Dennis; Evangehsta Pat: Schulz, Susan Newion Caroline
Subject: ‘ EW: P.S. 186 Brooklyn smoking ballast incident

This is the SIXTH reported ballast issue at P.S. 186K since March 9.

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Monday, June 03, 2013 3:22 PM

To: Gorman, John ~
Subject: P.S. 186 Brooklyn smoking ballast incident

Good afternoon John:

P.S. 186 located at 7601 19th Avenue in Brooklyn had a visibly smoking ballast in classroom # 511 today 6/3. The room
was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will
inspect/remove the fixture today. They will also provide additional ventilation with a blower unit. Wipe samples will be
taken as well. The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will
update you once wipe sample results are returned. -

Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Depaftment of Education
Division of schcol Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

M

From: Gorman, John

Sent: Tuesday, June 04, 2013 8:31 AM

To: Haklar, James; Santella, Dennis; Schulz, Susan
Subject: FW: P.S. 46 Brooklyn smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2 @schools.nyc.gov]
Sent: Tuesday, June 04, 2013 8:30 AM

To: Gorman, lohn

Subject: RE: P.S. 46 Brooklyn smoking ballast incident

John;

As a follow up to my previous email, 1 intact pcb ballast was removed from room 102. There was no sign of leaking or
historic staining. Wipe samples were taken and have been returned. Sample results are below the federal action level of
10 ug/cm’. The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and
blower unit.

The blower (max rating 980 cfm) has been running for over 16 hours in the classroom that is 6250 cuft. | used 700 cfm
(in case the duct had a bend). 700 cfm x 960 minutes / 6250 cuft = 107 air changes.

Smoking ballast info was not ;Jrovided {the label was burnt).

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Friday, May 31, 2013 9:37 AM

To: 'Gorman, John'

Subject: P.S. 46 Brooklyn smoking ballast incident

John:

P.S. 046 located at 100 Clermont Avenue in Brooklyn had a visibly smoking ballast in classroom 102 this morning 5/31.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Qur environmental
contractor will inspect/remove the fixture today. They will also provide additional ventilation with a blower unit. Wipe
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will
be sent. | will update you once wipe sample results are returned. :

Regards,
Phil

Philip Napolitano
Deputy Director of Facilities
NYC Department of Education



Division of School Facilities
44-36 Vernon Boulevard
Long Island City, NY. 11101
718 349 5583 tel




Haklar, James

M

From: Gorman, John

Sent: Tuesday, June 04, 2013 11:.39 AM

To: Haklar James: Santella, Dennis; Schulz, Susan
Subject: FW: P.S. 167 Manhattan smoking ballast on 5/30

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Tuesday, June 04, 2013 10:50 AM

To: Gorman, John

Subject: RE: P.S. 167 Manhattan smoking ballast on 5/30

John:

As a follow up to my previous email, 1 fixture was inspected and removed from room 325. The fixture contained an
intact pcb ballast. The fixture had smoke stains, so it was removed. Wipe samples were taken and have been returned.
Sample results are below the federal action level of 10 ug/cm?. The room will be re-occupied. Parent notification letters
will be sent. We ventilated with a pedestal fan and blower unit. '

The blower {max rating 980 cfm) has been running for over 48 hours in the classroom that is 8000 cuft. | used 700 cfm
(in case the duct had a bend). 700 cfm x 2880 minutes / 8000 cuft = 252 air changes.

Smoking bal?ast info:
Advance

No thermal protection
No manufacture date

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Friday, May 31, 2013 9:02 AM
To: 'Gorman, John!

Subject: P.S. 167 Manhattan smoking ballast on 5/30

Good morning John:

P.S. 167 located at 220 East 76" Street in Manhattan had a visibly smoking ballast in classroom 325 late yesterday
afternoon 5/30. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our
environmental contractor will inspect/remove the fixture today. They will also provide additional ventilation with a
blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent

notification letters will be sent. | will update you once wipe sample results are returned.

Regards,



Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel




Haklar, James

000000000

From: -~ Gorman, John

Sent: Wednesday, June 05, 2013 8:18 AM

To: ' Haklar James: Santella Dennis: Schulz, Susan
Subject: FW: P.§ 186 Brooklyn smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Wednesday, June 05, 2013 8:12 AM

To: Gorman, John

Subject: RE: P.S. 186 Brooklyn smoking ballast incident

John:

As a follow up to my previous email, 1intact pch ballast was removed from room 511. The ballast had no leaks or
historic staining. Wipe samples were taken and have been returned. Sample results are below the federal action level of
10 ug/cm?. The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and
blower unit.

The blower {max rating 980 cfm) has been running for over 14 hours in the classroom that is 8820 cuft. | used 700 cfm
{in case the duct had a bend). 700 cfm x 840 minutes / 8820 cuft = 66 air changes.

Smoking ballast info:

Advance (5-295-5)

Not thermally protected

No manufacture date

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Monday, June 03, 2013 3:22 PM

To: 'Gorman, John'

Subject: P.S. 186 Brooklyn smoking ballast incident

- Good afternocon lohn:

P.S. 186 located at 7601 19th Avenue in Brooklyn had a visibly smoking ballast in classroom # 511 today 6/3. The room
was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will
inspect/remove the fixture today. They will also provide additional ventilation with a blower unit. Wipe samples will be
taken as well. The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will
update you once wipe sample results are returned.

Regards



Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

From: , Gorman, John

Sent: , Wednesday, June 05, 2013 4.59 PM

To: LaPosta, Dore ‘

Ce: , Haklar, James: Santella, Dennis, Evangelisia. Pat: Schulz, Susan: Newton, Caroline
Subject: , FW: P.S. 22 Staten Island smoking ballast incident

From: Napolitano Philip [mailto: PNago :tanc?.@schoc s.nvce, QO ]
Sent: Wednesday, June 05, 2013 4:03 PM

To: Gorman, John
Subject: P.S. 22 Staten Island smoking ballast incident

Good afternoon lohn,

P.S. 022 located at 1860 Forest Avenue in Staten Island had a visibly smoking ballast in classroom 212 this afternoon 6/5.
The room was unoccupied at the time. The room has been secured. A fan was put in place to aid in ventilation. Our
environmental contractor will inspect/remove the fixture tomorrow morning. They will also provide additional
ventilation with a blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample
results. Parent notification letters will be sent. | will update you once wipe sample results are returned.

Regards;
Phil

- Philip Napolitano
Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard
Long Island City, N.Y. 11101
718 349 5583 tel







Haklar, James
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From: Gorman, John
- Sent: Thursday, June 06, 2013 12:37 PM
To: LaPosta, Dore
Ce: Haklar, James; Santella, Dennis; Evangelista, Pat. Schulz, Susan; Newton, Caro

Subject: , FW: P.&. 57 Manhattan smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] '
Sent: Thursday, June 06, 2013 12:02 PM

To: Gorman, John
Subject P.S. 57 Manhattan smoking ballast mc;dent

John,

P.5. 57 located at 176 East 115" Street in Manhattan had a visibly smoking ballast in classroom 115 this morning 6/6.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample resuits Parent ﬂotaﬁcat;on letters will be sent. | will update you once wipe
sample results are returned. ,

Regards

Phil

Philip Napolitano

Deputy Director of Facilities

NYC Department of Education

Division of School Facilities

44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

From: Gorman, John

Sent: Monday, June 10, 2013 8.13 AM

To: , Haklar, James: Santella, Dennis; Schulz, Susan
Subject: FW: P.S. 22 Staten Island smoking ballast incident

From; Népoiitano Phiiip {maiito:?Naggﬂ : fité'nbz@schéoiys.nyc,gcv}
Sent: Monday, June 10, 2013 8:10 AM

To: Gorman, John
Subject: RE; P.S, 22 Staten Island smoking ballast incident

John:

As a follow up to my previous email, 2 rows totaling 4 fixtures was removed from room 212. The fixtures consisted of 1
leaking pcb ballast and 3 non-pcb ballasts with historic staining. Wipe samples were taken and have been returned.
Sample results are below the federal action level of 10 ug/cm?. The room will be re-occupied. Parent notification letters
will be sent. We ventilated with a pedestal fan and blower unit.

The blower (max rating 980 cfm) has been running for 64 hours in the classroom that is 7720 cuft. | used 700 cfm (in
case the duct had a bend). 700 cfm x 3840 minutes / 7720 cuft = 348 air changes.

Smoking ballast info:
Sola

Let me know if you have any questions

- Regards,
Phil

From: Napolitano Philip ;
Sent: Wednesday, June 05, 2013 4:03 PM

To: 'Gorman, John'

Subject: P.S. 22 Staten Island smoking ballast incident

Good afternoon john,

P.S. 022 located at 1860 Forest Avenue in Staten Island had a visibly smoking ballast in classroom 212 this afternoon 6/5.
The room was unoccupied at the time. The room has been secured. A fan was put in place to aid in ventilation. Our
environmental contractor will inspect/remove the fixture tomorrow morning. They will also provide additional

ventilation with a blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample
results. Parent notification letters will be sent. | will update you once wipe sample results are returned.

Regards,
Phil

Philip Napolitano



Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel




Haklar, James
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From: Gorman, John

Sent: Monday, June 10, 2013 8:18 AM

To: Haklar. James: Santella. Dennis: Schulz, Susan
Subject: FVW: P.S 57 Manhatian smoking ballast incident

F'rom: Napolitano Philip {maiito:PNéQgiitancé@schcds.nzc.govj
Sent: Monday, June 10, 2013 8:16 AM

To: Gorman, John
Subject: RE: P.S. 57 Manhattan smoking ballast incident

John:

As a follow up to my previous email, 1 fixture was inspected and removed from room 115. The fixture consisted of 1
intact non-pcb ballast with no leaks or stains. The fixture was removed due to the heavy smoke charring. Wipe samples
were taken and have been returned. Sample results are below the federal action level of 10 ug/cm?. The room will be re-
occupied. Parent notification letters will be sent. We ventilated with a pedestal fan.

We did not run the blower unit.

Smoking ballast info:
Non —PCB
Let me know if you have any guestions

Regards,
Phil

From: Napolitano Philip

Sent: Thursday, June 06, 2013 12:02 PM

To: 'Gorman, John'

Subject: P.S. 57 Manhattan smoking ballast incident

John;,

P.S. 57 located at 176 East 115" Street in Manhattan had a visibly smoking ballast in classroom 115 this morning 6/6.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The

room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe
sample results are returned.

Regards

Phil

Philip'Napolitano



Deputy Director of Facilities

" NYC Department of Educétion
Division of School Facilities
44-36 Vernon Boulevard

Long lssand City, N.Y. 11101

718 349 5583 tel




Haklar, James
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From; Gorman, John

Sent: Monday, June 10, 2013 12:27 PM

To: LaPosta. Dore

Cc: Haklar, James: Santella, Dennis; Schulz, Susan: Evangelista, Pat. Newion Caroline
Subject: FW: P.§. 41 Manhattan smoking ballast incident on 6/7

Third reported ballast incident for P.S. 41M

From: Napolitano Philip [mailto:PNapol itano?_@schoa s.nyc. go ]
Sent: Monday, June 10, 2013 12:14 PM

To: Gorman, John
Subject: P.S. 41 Manhattan smoking ballast incident on 6/7

Jjohn:

P.S. 41 located at 116 West 11" Street Manhattan had a visibly smoking ballast in classroom 112 Friday 6/7. The room
was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor
removed 2 fixtures on Friday. The fixtures contained 2 NONPCB ballasts with historical staining. They aiso provided
additional ventilation with a blower unit. Wipe samples were taken and have been returned. The room can be re-
occupied . Parent notification letters will be sent.

The blower (max rating 980 cfm) ran for over 7 hours in the classroom that is 8100 cuft. | used 700 c¢fm (in case the duct
had a bend). 700 ¢fm x 420 minutes / 8100 cuft = 36 air changes.

Smoking ballast info:

NONPCB

Regards
Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel







Haklar, James ‘
m

From: - Gorman, John

Sent: Monday, June 10, 2013 12.28 PM

To: ' Haklar, James; Santella, Dennis; Schulz. Susan
Subject: FW: P.8. 41 Manhattan smoking ballast incident on 6/7

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.qov]
Sent: Monday, June 10, 2013 12:15PM

To: Gorman, John ~ ’
Subject: RE: P.S. 41 Manhattan smoking ballast incident on 6/7

Sample results are below the federal action level of 10 ug/cm?

From: Napolitano Philip

Sent: Monday, June 10, 2013 12:14 PM

To: Gorman, John'

Subject: P.S. 41 Manhattan smoking ballast incident on 6/7

John:

P.S. 41 located at 116 West 11" Street Manhattan had a visibly smoking ballast in classroom 112 Friday 6/7. The room
was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor

_ removed 2 fixtures on Friday. The fixtures contained 2 NONPCB ballasts with historical staining. They also provided
additional ventilation with a blower unit. Wipe samples were taken and have been returned. The room can be re-
occupied . Parent notification letters will be sent.

The blower {max rating 980 cfm) ran for over 7 hours in the classroom that is 8100 cuft. fused 700 cfm (in case the duct
had a bend). 700 cfm x 420 minutes / 8100 cuft = 36 air changes.

Smoking ballast info:
NONPCB
Regards ’

Phil

Philip Napelitano
Deputy Director of Facilities

NYC Department of Education

~Division of 5chool Facilities

44-36 \/emon Boulevard
Long Island City, N.Y. 11101
718 349 5583 tel






Hakiar, James ; ,

From; Gorman, John

Sent: , Monday, June 10, 2013 12:30 PM

To: LaPosta, Dore ;

Cc: ~ Haklar, James; Santella, Dennis; Schulz, Susan; Evangelista, Pat; Newton, Caroline
Subject: : FW: P.S. 167 Manhattan smoking ballast incident from 6/7

Second reported ballast incident for P.S. 167M.

From: Napolitano Philip 1maiito:PNagoiitanoZ@schoois.ﬂyc,gov}
Sent: Monday, June 10, 2013 12:23 PM ' ,

To: Gorman, John
Subject: P.S. 167 Manhattan smoking ballast incident from 6/7

John:

P.S. 167 located at 220 East 76™ Street in Manhattan had a visibly smoking ballast in classroom 333 on Friday afternoon
6/7. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental
contractor inspected and removed 2 intact PCB ballasts from the room on Friday 6/7. They also provided additional
ventilation with a blower unit. Wipe samples were taken and have been returned. Sample results are below the federal
action level of 10 ug/cmz‘ The room can be re-occupied. Parent notification letters will be sent.

The blower (max rating 980 cfm) ran for 24 hours in the classroom that is 8740 cuft. | used 700 cfm (in case the duct had
a bend). 700 cfm x 1440 minutes / 8740 cuft = 115 air changes.

Smoking ballast info:
Advance 5-275-5
No thermal protection

No manufacture date

Regards,
Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education
Division of School Facilities

44-36 Vernon Boulevard
Long Island City, N.Y. 11101
718 349 5583 tel






Haklar, James

From: Gorman, John

Sent: Tuesday, June 11, 2013 8:28 AM

To: LaPosta, Dore

Ce: Haklar, James. Schulz, Susan: Santella, Dennis; Evangelista, Pat. Newton, Caroline
Subject: FW. P.S. 185 Queens smoking ballast incident on 6/7

From: Napolitano Philip [maiito:PNapolitano2@schools.nyc.gov]
Sent: Tuesday, June 11, 2013 8:12 AM

To: Gorman, John

Subject: P.S. 185 Queens smoking ballast incident on 6/7

john:

P.S. 185 located at 147-26 25 Drive in Queens had a visibly smoking ballast in classroom 104 on Friday 6/7. The room
was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor
inspected and removed 1 intact NONPCB ballast on Saturday 6/8. They also provided additional ventilation with a
blower unit. We did not conduct a wipe sample test. The room can be re-occupied . Parent notification letters will be
sent.

The blower [max rating 980 cfm) has been running for over 48 hours in the classroom that is 9900 cuft. | used 700 cfm
(in case the duct had a bend). 700 cfm x 2280 minutes / 9900 cuft = 203 air changes.

Smoking ballast info:
NON-PCB ballast

Regards
Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel







Haklar, James

From: Gorman, John

Sent: Tuesday, June 11, 2013 2:30 PM

To: LaPosta Dore

Cc: Haklar, James: Santella. Dennis; Schulz, Susan; Evangelista, Pat: Newton, Caroline
Subject: FW: P 8. 175 Manhattan smoking ballast incident

From: Napolitano Philip [mailto: PNago itaﬂGZ@schoo s.nyc.govl
Sent: Tuesday, June 11, 2013 2:17 PM

To: Gorman, John
Subject: P.S. 175 Manhattan smoking ballast incident

Good afternoon John,

P.S. 175 located at 175 West 134" Street in Manhattan had a visibly smoking ballast in classroom 109 earlier today 6/11.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe
sample results are returned,

Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James
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From: Gorman, John

Sent: Wednesday, June 12, 2013 10:32 AM

To: Haklar, James: Santella, Dennis; Schulz, Susan
Subject: EW: P.S. 175 Manhattan smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2 @schools.nyc.gov]
Sent: Wednesday, June 12, 2013 10:24 AM

To: Gorman, John

Subject: RE: P.S. 175 Manhattan smoking ballast incident

Good morning John:

As a follow up to my previous email, 1 fixture was inspected in room 109. The fixture contained an intact pcb ballast
which was removed. The fixture had no signs of staining. Wipe samples were taken and have been returned. Sample
results are below the federal action level of 10 ug/cm’. The room will be re-occupied. Parent notification letters will be
sent. We ventilated with a pedestal fan and blower unit.

The blower (max rating 980 cfm) has been running for over 15 hours in the classroom that is 7750 cuft. | used 700 cfm
{in case the duct had a bend). 700 cfm x 900 minutes / 7750 cuft = 81 air changes.

Smoking ballast info:
Advancé

No thermal protection
No manufacture date

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent; Tuesday, June 11, 2013 2:17 PM

To: 'Gorman, John'

Subject: P.S. 175 Manhattan smoking ballast mcadent

Good afternoon John,

P.S. 175 located at 175 West 134" Street in Manhattan had a visibly smoking ballast in classroom 109 earlier today 6/11.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe
sample results are returned.



Regards

Phil

Philip Napolitano |

Deputy Director of Facilities
NYC Department of Education
Division of Schooi Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James ,
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From: Gorman, John

Sent: : Wednesday, June 12, 2013 12.23 PM

To: LaPosta, Dore ,

Cc: Haklar, James; Schulz, Susan; Santella, Dennis; Evangelista, Pat; Newton. Carcline
Subject: FW: P.S. 180 Bronx smoking ballast incident

From: Napolitano Phiiip‘{maiite:PNagbiitanoZ@_schoois.nyc,gcﬂ
Sent: Wednesday, June 12, 2013 12:22 PM

To: Gorman, John
Subject: P.S. 180 Bronx smoking ballast incident

lohn:

P.S. 180 located at 700 Baychester Avenue in the Bronx had a visibly smoking ballast in the Asst. Principal’s rm 217
earlier today 6/12. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our
environmental contractor will inspect/remove the fixture today. They will also provide additional ventilation with a
blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent
notification letters will be sent. | will update you once wipe sample results are returned,

Regards,
Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel ’







Haklar, James

From: Gorman, John ;

Sent: Wednesday. June 12, 2013 3.50 PM

To: LaPosta, Dore :

Cc: Haklar. James: Santella. Dennis; Schulz, Susan; Evangelista, Pat: Newton, Caroline
Subject: . FW. P.S 185 Queens smoking baliast incident

Second reported ballast faifiure for P.S. 185 in Queens in past week.

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Wednesday, June 12, 2013 3:40 PM

To: Gorman, John , ,

Subject: P.S. 185 Queens smoking ballast incident

John:

P.S. 185 located at 147-26 25 Drive in Queens had a visibly smoking ballast in room B49 earlier today 6/12. The room
was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor will
provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen tonight. The room will
remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe sample
results are returned.

Regards
Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel







Haklar, James

From: Gorman John

. Sent: Thursday, June 13, 2013 11:56 AM
To: Haklar, James,; Santella, Dennis; Schulz, Susan; Molnar, Will |am
Subject: FW: P.S. 185 Queens smoking ballast incident

From: Napolitano Philip {ma:ito.PNaggi;fanoZ@schoms,nyc,gov]
Sent: Thursday, June 13, 2013 11:50 AM
To: Gorman, John

Subject: RE: P.5. 185 Queens smoking ballast incident

John:

‘As a follow up to my previous email, 1 fixture was inspected and removed room B49. It contained an intact PCB ballast
with some historical stains in the fixture. Wipe samples were taken and have been returned. Sample results are below

_ the federal action level of 10 ug/cm?. The room will be re-occupied. Parent notification letters will be sent. We '
ventilated with a pedestal fan and blower unit.

The blower {max rating 980 cfm) has been running for over 14 hours in the room that is 10,125 cuft. | used 700 cfm (in
case the duct had a bend). 700 c¢fm x 840 minutes / 10,125 cuft = 58 air changes.

Smoking ballast info:

Advance

Not thermally protected

No manufacture date

Let me know if ybu have any questions

Regards,
Phil

From: Napolitano Phi iap

Sent: Wednesday, June 12, 2013 3:40 PM

To: 'Gorman, John'

Subject: P.S. 185 Queens smoking ballast incident

}th

P.S. 185 located at 147-26 25 Drive in Queens had a visibly smoking ballast in room B49 earlier today 6/12. The room
was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor will
provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen tonight. The room will
remain closed pending wipe sample results. Parent notzﬂcatlon Ietters will be sent. | will update you once wipe sample
results-are returned.

Regards



Phil

Philip Napolitano

Deputy Director of Facilities
'NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel




Haklar, James

From: , Gorman, John

Sent: Thursday, June 13, 2013 4:13 PM

To: Haklar, James; Santella, Dennis; Schulz, Susan; Molnar, William
Subject: FW: P.S. 180 Bronx smoking ballast incident

| U 5 =

John Gorman, Chief

Pesticides & Toxic Substances Branch
USEPA Region 2 - Edison Facility
Buiiding 10

2890 Woodbridge Avenue

Edison, NJ 08837-3679

732-321-6765

‘Fax; 732-321-6788
Cell: 908-420-4485
gorman.john@epa.gov
www.epa.qov/region02

NOTICE: This communication may contain deliberative, confidential, attorney work product, or other enforcement-
sensitive information. Do not release under FOIA without appropriate review. If this message was sent to you in error,
you must delete it and not print, copy, re-transmit, disseminate, or otherwise use the information.

From: Napolitano Philip [mailto:PNapoiitano2@schools.nyc.gov]
Sent: Thursday, June 13, 2013 4:04 PM

To: Gorman, John ;

Subject: RE: P.S. 180 Bronx smoking ballast incident

John:

As a follow up to my previous email, 5 fixtures containing 5 leaking pcb ballasts were removed from room 217. Wipe
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm’. The room
will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit.

- The blower (max rating 980-cfm} has been running for-over 26 hours in the office that is 3860 cuft. | used 700.cfm (in
case the duct had a bend). 700 cfm x 1560 minutes / 3860 cuft = 282 air changes.

Smoking ballast info:
Advance

Not thermally protected



No manufacture date
Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Wednesday, June 12, 2013 12:22 PM

To: 'Gorman, John'

Subject: P.S. 180 Bronx smoking ballast incident

John:

P.S. 180 located at 700 Baychester Avenue in the Bronx had a visibly smoking ballast in the Asst. Principal’s rm 217
earlier today 6/12. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our
environmental contractor will inspect/remove the fixture today. They will also provide additional ventilation with a
blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent
notification letters will be sent. | will update you once wipe sample results are returned.

Regards,
Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101
718 349 5583 tel




Haklar, James
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From: Gorman, John

Sent: Thursday June 13, 2013 4:31 PM

To: LaPosta, Dore ' ,

Ce: Haklar, James; Santella, Dennis; Evangelista, Pat: Schulz, Susan: Newton, Caroline: Molnar,
William: Wienckoski, Ronald

Subject: EW: PS 99 Manhattan smoking ballast incident

Second reported ballast incident for P.S. 199 Manhattan

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.qgov]
Sent: Thursday, June 13, 2013 4:19 PM

To: Gorman, John A

Subject: PS 99 Manhattan smoking ballast incident

Good afternoon John,

P.S. 099 located at 410 East 100" Street in Manhattan had a visibly smoking ballast in the principals office {rm #559)
earlier today 6/13. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation.
Fixture removal and wipe samples will happen tonight. The environmental contractor will provide additional ventilation
with a blower unit. The room will remain closed pending wipe sample results. Parent notification letters will be sent. |
will update you once wipe sample results are returned.

Regards

Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education

Division of School Facilities
44-36 Vernon Boulevard

Long island City, N.Y. 11101

718 349 5583 tel






Haklar, James ; ~
m

From: - Gorman, John

Sent: Friday, June 14, 2013 9:06 AM

To: ~ LaPosta, Dore

Cc: Haklar, James; Schulz, Susan; Santella, Dennis; Evangelista, Pat: Molnar, Wa liam;
‘ , Wienckoski, Ronald

Subject: Fw: P.S. 84 Manhattan smoking ballast incident

From: Napolitano Philip ,

Sent: Friday, June 14, 2013 8:58:32 AM

To: Gorman, John

Subject: P.5. 84 Manhattan smoking ballast incident

Good morning John,

P.S. 084 located at 32 West 92" Street in Manhattan had a ws:biy smoking ballast in classroom # 232 yesterday 6/13.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe
sample results are returned.

Regards

Phil

Philip Napolitano
Deputy Director of Facilities

NYC Department of Education
Division of School Facilities
44-36 Vernon Boutevard

Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James , ,
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From: Gorman, John

Sent: Friday, June 14, 2013 3:42 PM

To: LaPosta, Dore

Ce: Haklar, James: 8chulz, Susan; Santella, Dennis; Evangeiista Pat: Newton, Caroline: Molnar,
William: Wienckoski, Ronald

Subject: FW: P.S. 105 Queens smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Friday, June 14, 2013 3 20 PM

To: Gorman, John
Subject: P.S. 105 Queens smoking ballast incident

John,

P.S. 105 located at 420 Beach 51° Street in Queens had a visibly smoking ballast in classroom 308 this afternoon 6/14.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen tomorrow morning. The environmental contractor will provide additional ventilation with a blower
unit. The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you
once wipe sample results are returned.

Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long island City, N.Y. 11101

7183495583 tel







Haklar, James ;
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From: Gorman, John

Sent: Friday, June 14, 2013 3.46 PM

To: LaPosta, Dore

Ce: Haklar, James; Santella, Dennis; Schulz, Susan; Evangelista, Pat; Newton, Caroline; Molnar,
William: Wienckoski, Ronald ‘

Subject: FW: P.S. 165 Manhattan smoking ballast incident

From: Napolitano Philip {maiito:PNagoﬁiéncZ@schaoIs.nyc‘gcv}
Sent: Friday, June 14, 2013 10:46 AM ,

To: Gorman, John
Subject: P.S. 165 Manhattan smoking ballast incident

John,

P.S. 165 located at 234 West 109" Street in Manhattan had a visibly smoking ballast in classroom # 501 earlier today
6/14. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal
and wipe samples will happen today. The environmental contractor will provide additional ventilation with a blower
unit. The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you
once wipe sample results are returned.

Regards

Phil

Philip Napolitano
Deputy Director of Facilities
NYC Department of Education

Division of School Facilities

44-36 Vernon Boulevard
Long Island City, N.Y. 11101

718 349 5583 tel







Haklar, James

From: Gorman, John

Sent: Monday, June 17, 2013 7:55 AM ‘

To: Haklar, James: Santella. Dennis; Schulz, Susan; Molnar, William: Wienckoski, Ronald
Subject: FW: PS 89 Manhattan smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2 @schools.nyc.gov]
Sent: Monday, June 17, 2013 7:47 AM

To: Gorman, John

Subject: RE: PS 99 Manhattan smoking ballast incident

John:

As a follow up to my previous email, 1 fixture was removed from room 559. The fixture consisted of 1 non PCB ballast
with historic staining. Wipe samples were taken and have been returned. Sample results are below the federal action
level of 10 ug/cm’. The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal
fan and blower unit.

The blower {max rating 980 cfm) has been running for over 48 hours in the office that is 2800 cuft. | used 700 cfm {in
case the duct had a bend)}. 700 ¢fm x 2880 minutes / 2800 cuft = 720 air changes.

Smoking ballast was NONPCB
Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip

Sent: Thursday, June 13, 2013 4:19 PM

To: 'Gorman, John' ;
Subject: PS 99 Manhattan smoking ballast incident

Good afternoon John,

P.S. 099 located at 410 East 100" Street in Manhattan had a visibly smoking ballast in the principals office (rm #559)
earlier today 6/13. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation.
Fixture removal and wipe samples will happen tonight. The environmental contractor will provide additional ventilation
with a blower unit. The room will remain closed pending wipe sample results. Parent notification letters will be sent. |

will update you once wipe sampie results are "r‘et\uméd .
Regards

Phil

Philip Napolitano



Deguty Director of Facilities
NYC Department of EdQcation
Division of School Facilities
44-36 Vernon Boulevard

, Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

From: Gorman, John ,

Sent: Monday, June 17, 2013 12.35 PM

To: LaPosta, Dore

Cc: Haklar, James: Santella. Dennis; Schulz, Susan, Evangelista, Pat. Newton, Caroline; Molnar,
William: Wienckoski, Ronald

Subject: FW: P S, 864/361Brooklyn smoking ballast condition

Second reported ballast issue at P.S. 864 in Brooklyn.

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Monday, June 17, 2013 11:43 AM

To: Gorman, John

Subject: FW: P.S. 864/361Brooklyn smoking ballast condition

John:

P.S. 864 located at 3109 Newkirk Avenue Brooklyn had a visibly smoking ballast in classroom 102 earlier today 6/17. The
room was empty at the time of occurrence. Custodial staff was notified immediately. Power was shut and a fan was put
in place to aid in ventilation. Our environmental contractor will inspect/remove the fixture today. Wipe samples will be
taken as well. Parent notification letters will be sent. | will update you once wipe sample results are returned. The
school also uses organization code K361, ~

Regards
Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11161
718 349 5583 tel :







Haklar, James

From: Gorman, John

Sent: ' Tuesday, June 18, 2013 8.03 AM

To: Haklar, James: Santella. Dennis; Schulz. Susan: Molnar, William; Wienckoski, Ronald
Subject: FW: P.S. 105 Queens smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Tuesday, June 18, 2013 8:02 AM

To: Gorman, John

Subject: RE: P.5. 105 Queens smoking ballast incident

John:

As a follow up to my previous email, 1 fixture was removed from room 308. The fixture consisted of 1 leaking PCB
ballast. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10
ug/cm’. The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and
blower unit, ' ~

The blower (max rating 980 cfm) has been running for over 48 hours in the classroom that is 6600 cuft. | used 700 cfm
{in case the duct had a bend}. 700 c¢fm x 2880 minutes / 6600 cuft = 305 air changes.

Smoking ballast info:

Westinghouse

No manufacture date

No thermal protection

Let me know if you have any guestions

Regards,
Phil

From: Napolitano Philip

Sent: Friday, June 14, 2013 3:20 PM

To: 'Gorman, John'

Subject: P.S. 105 Queens smoking ballast incident

John,

P.S. 105 located at 420 Beach 51% Street in Queens had a visibly smoking ballast in classroom 308 this afternoon 6/14.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen tomorrow morning. The environmental contractor will provide additional ventilation with a blower
unit. The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you
once wipe sample results are returned.



Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y, 11101

718 349 5583 tel




Haklar, James

From: Gorman, John

Sent: Tuesday, June 18 2013 819 AM

To: Haklar. James: Santella, Dennis: Schulz, Susan: Molnar, William: Wienckoski, Ronald
Subject: FW: P.5. 165 Manhattan smoking ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Monday, June 17, 2013 3:10 PM

To: Gorman, John

Subject: RE: P.S. 165 Manhattan smoking ballast incident

John;

As a follow up to my previous email, 1 fixture was removed from room 501. The fixture consisted of 1 leaking PCB
ballast. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10
ug/cm’. The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and
blower unit.

The blower {max rating 980 cfm) has been running for over 60 hours in the classroom that is 4000 cuft. | used 700 cfm
{in case the duct had a bend). 700 cfm x 3600 minutes / 4000 cuft = 630 air changes.

Smoking ballast info:
Advance
No manufacture date

No thermal protection

Let me know if you have any guestions

Regards,
Phil

From: Napolitano Philip

Sent: Friday, June 14, 2013 10:46 AM

To: 'Gorman, John'

Subject: P.S. 165 Manhattan smoking ballast incident

John;

P.S. 165 located at 234 West 109" Street in Manhattan had a visibly smoking ballast in classroom # 501 earlier today
6/14. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal
and wipe samples will happen today. The environmental contractor will provide additional ventilation with a blower
unit. The room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you
once wipe sample results are returned.



Regards

Phil

Philip Napolitano

Deputy Director of Facilities
NYC 'Department of Education
Division of School Facilities
44-36 Vernon Boulevard

Long Island City, N.Y. 11101

718 349 5583 tel




Haklar, James

From: Gorman, John

Sent: Tuesday, June 18, 2013 820 AM

To: ‘ Haklar, James; Santella, Dennis; Schulz, Susan; Molnar, William; Wienckoski, Ronald
Subject: FW. P &. 84 Manhattan smckmg ballast incident

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov]
Sent: Monday, June 17, 2013 3:08 PM

To; Gorman, John

Subject: RE: P.S. 84 Manhattan smoking ballast incident

Jjohn:

 As a follow up to my previous email, 1 fixture was removed from room 232. The fixture consisted of 1 leaking PCB 2
ballast. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10
ug/cm’. The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and
blower unit.

The blower {max rating 980 cfm) has been mnning for over 60 hours in the classroom that is 4200 cuft. | used 700 cfm
(in case the duct had a bend). 700 cfm x 3600 minutes / 4200 cuft = 600 air changes.

Smoking ballast info:
Advance
No manufacture date

No thermal protection

Let me know if you have any questions

Regards,
Phil

From: Napolitano Philip ;
Sent Friday, June 14, 2013 8:59 AM
0: 'Gorman, John'
Subject' P.5. 84 Manhattan smokmg ballast incident

- Good morning Iohn,

P.S. 084 located at 32 West 92" Street in Manhattan had a visibly smoking ballast in classroom # 232 yesterday 6/13.
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The
room will remain closed pending wipe sample results. Parent notification letters will be sent. | will update you once wipe
sample results are returned.

Regards



Phil

Philip Napoiitam‘

Deputy Director of Facilities
NYC Department of Education
Division of School Facilities
44-36 Vernon BOuiei)ard

Long Island City, N.Y. 11101

718 349 5583 tel




